Euilding:

Acdress.

BUILDING INSPECTION SUMMARY SHEET

FEDERAL BUILDING

517 GOLD, ALBUQUERQUE, NEW MEXICC

GSA Bldg. No. NM00242Z

Date of Inspection: 09-13-95

Area PO2F
Homogeneaous Area No. =/ Functonal Space No. /
Category of ACM: — Surfacing Thermal Sysiam Insulaticn ‘. Miscellanecus
Tyce of Asbestos: " Chrysatile Amcsite . Other___;
Percent Asbestos: -5
Amount of ACM. /20
Friable: . Yes _L/__ Ne
Material Assessment: \~"__ No Camage ____Damaged Cther
Asason for Damags: /b/ﬁ?-
Area 2oLs
Heomegsenacus Area No. ey Functonal Space Ne. ya
Category of ACM: Surtacing ____ Thermal System Insulaticn  __—Miscellanecus
Type of Astastos: _\~"Chrysctile Amosite - _Cther_____
Parcent Ascestos: -5
Amount of ACM: /2 O
Frable: ____Yes L No
Matsrial Assessment: _“"Nclamage ___[Camaged Other
Reascn for Camaga: //I/l/ A
Area R o7
Homogensous Area Ne. =2/ Functicnal Spacs No. /
Category of ACM: ——_ Surfacing Thermal System insulaticn _“~"Miscellaneous
Tyre of Asbesios: _YChrysctile ____ Amcsita __ Cther_____
Psrcent Astestos: 3-5%%
Amcunt of ACM: S5O
Friable: ___Yss _<"No

Material Assassment: o Damage Damaged Cther

Reason for Damage: /L/A
I

F-501

SEPTEMBER 1395




Building: FEDERAL BUILDING

Address: 517 GOLD, ALBUQUERQUE, NEW MEXICO

Area

Area

Area

Asbestos Audit - NM0O024ZZ

BUILDING INSPECTION SUMMARY SHEET

GSA Eldg. No. NMC0242Z

Date of Inspection: 09-13-95

S/ D3
Homogeneous Area No. A/ Functional Space No. /
Category of ACM: —___ Surfacing _____ Thermal System Insulation = \—_ Miscellaneous
Type of Asbestos: A~ Chrysotile ____ Amosits __ Otner __
Parcent Asbestos: -5
Amount of ACM: /SO
Friabie: . Yss _LL No
Material Assessment. \~—__ No Damage ____Damaged Other
Reason for Damage: /l///}
XS/ 2R A
Homogeneous Area No. =2/ Functicnal Space No. /
Category of ACM: ___ Surfacing ____ Thermal System Insulation _—Miscellaneous
Type of Asbesros: _\“"Chrysotile ____ Amosite ____Other____
Psrcent Asbestos: 32-5%
Amount of ACM: /SO
Friable: ____Yes _t—No
Material Assessment: __“"No Damage ____Damaged Cther
Reason for Damage: Vl// A
HST R
Homogenecus Area No. 2/ Functicnal Space No. VA
Category of ACM: ____ Surfacing _ Thermal System Insulation __‘{ Miscellaneous
Type of Asbestos: __ Y TChrysatile ____ Amosite __ Cther____
Percent Asbestos: 3-5%
Amount of ACM: 35O
Friable: ____Yes _<“No
Material Assessment: __“No Damage ____Damaged Cther

Reason for Damage: VL/ A

m-roa—

SEPTEMBER 1995




AIUCOLOS AUUIL = INMIVU L YL L

BUILDING INSPECTION SUMMARY SHEET

Building: FEDERAL BUILDING

Address: 517 GOLD, ALBUQUERQUE, NEW MEXICO

Area

Area

Area

GSA Bldg. No. NM00242Z

Date of Inspection: 09-13-95

2052
Homegeneous Area No. Py Functional Space No. /
Category of ACM: ___Surfacing _____. Thermal System Insulation —__ Misceilaneous
Type of Asbestos: _L——Chrysotile __ Amasits — Orher__‘=
Percent Asbestos: = —5 5
Amount of ACM: oD
Friable: Yes = No
Matsrial Assessment: " NoDamage _____Damaged Cther
Reason for Damage: __47 ,/ A

KOO 2

Hormogeneous Area No. =2/ Functional Space No. /Z

Category of ACM: . Surfacing ____ Thermal System Insulation = Miscsilaneous
Type of Asbestcs: _~Thrysotile ____ Amosite .. Other____
Percent Asbestos: -5 %

Amount of ACM: 2240

Friable: _____Yes _t—No

Material Assessment: _L~Nc Damage ____Damaged Other

Reason for Damage: __#1. ,/ &

Homogeneous Area No. Functional Space No.

Category of ACM: ____Surfacing _____ Thermal System Insulation — ____ Miscellaneous
Type of Astestos: ____ Chrysotile _____ Amosite ____Cther____

Percent Asbestos:

Amount of ACM:

Frable. Yes

Material Assessment:

Reason for Damage:

No

No Damage Damaged

Other

-¥03

SEPTEMBER 71995




Asbestos Audit - NW

BUILDING INSPECTION SUMMARY SHEET

Building: FEDERAL BUILDING

Address: 517 GOLD, ALBUQUERQUE, NEW MEXICO

GSA Bldg. No. NM00242Z

Date of Inspection: 09-13-95

Area &43 2
Hormogeneous Area No. =/ Functional Space No. Z
Category of ACM: —_ Surfacing ____ Thermal System Insulation = " Miscellaneous
Type of Asbestos: " Chrysotile ____ Amoéite I Other;
Percent Asbestos: I-ST
Amount of ACM: /200
Friable. ____Yes _ké No
Material Assessment. \~—__No Damage _____Damaged Other
Reason for Damage: /7/,/4
Area =4 37A
MHormogenaous Area No. =2/ Functional Space No. /
Category of ACM: ____Surfacing _____ Thermal System Insulation  __L~Miscellaneous
Type of Asbestos: _\“""Chrysatile _____ Amasite ___Cther____
Percent Asbestos: -5
Amount of ACM: /SD
Friabie. ____Yes _—No
Material Assessment: __“"No Damage ___ Damaged Other
Reason for Damage: //l// A
Area 243 7.
Homogeneous Area No. 2/ Functional Space No. /
Category of ACM: — . Surfacing _____ Thermal System Insulation _Y“"Miscellanecus
Type of Asbestos: __YThrysotile _____ Amosite ____Other_____
Percent Asbestos: 3-5%
Amount of ACM: /SO
Friatle: . VYes _'-__/ No
Matoriz! dasassmant: __=Fc Demage ____Damaged Other

Reason for Damage: /L’/ A

F-Fo¥%

SEPTEMBER 1995




ASCSICUS mbie

BUILDING INSPECTION SUMMARY SHEET

R R TR VA VE

GSA Bidg. No. NMC024ZZ

Building: FEDERAL BUILDING
Address: 517 GOLD, ALBUQUERQUE, NEW MEXICO Date of inspecticn: 09-13-95
Area 7Y
Hemaoganeous Area No. X/ Functional Spaca No. /
Category of ACAT — Surfacing Thermal Systam Insulaticn = L= Misceilanecus
Type of Asbesios: A" Chrysotile ___ Amosits . Cther __,
Percent Asbestcs: -5
Amount of ACM: S00
Friable: __VYes Z No
Matsrial Assessment. \——__ No Damage Damaged Cther
Reason for Damage: [L///‘-r
Area d ‘/0 s
Homegensous Area No. =2/ Functonal Space No. /
Categery of ACM: —_ Surfacing ____. Thermal Systam Insulation __—Miscallansous
Type of Asbestos: _""Chrysctile ____ Amosits __ Cther_____
Parcent Asbestcs: 3-5
Amount of ACM: /2 0o
Friable —_Yes — No
Matarial Assessmant: __“"Nolamage ____Damaged Other
Fzascn jor Damage 77/7/ A
Arsa R LoSA
Homogenecous Area No. 2/ Funcicnal Space No. /
Carsgery ¢f ACM: ___ Surfacing rarmal Systam Insulation __L_/ Miscallanscus
Tomm ~F Aohagtes: LY Thrrentils __ Arosits __ Cther_____
Fsican: AsSesics 3-S5
Amount of ACM: / SS”
T _____Tes _~—"No
Material Assessment: __~NoDamage ____ Damaged Cther

Reason for Damage: l’k/ A

F- v05

SEPTEMBER 1995




Building: FEDERAL BUILDING

Address: 517 GOLD, ALBUQUERQUE, NEW MEXICQ

Area

Area

Area

Asoestos AuQIt ~ NMUUZL44L

BUILDING INSPECTION SUMMARY SHEET

GSA Bldg. No. NM0024ZZ

Date of inspection: 09-13-G5

ool
Homageneous Area No. KX/ Functional Space No. a2
Category of ACM: ——_ Surfacing ____ Thermal System Insulaticn L Miscellanecus
Type of Asbestecs. A~ Chrysotile ____ Amcéite - Other__;
Percent Asbestos: -5
Amount of ACM: =200
:‘-‘-ﬂable: —___ Yes L~ No
Material Assessment:. = __ No Damage _____Damaged Other
Reason for Damage: [?///4
2 F£3F3
Homogeneous Area No. =2/ Functional Space Ne. /
Categcry of ACM: —___ Surfacing ____ Thermal Syster Insulation  __t—Miscsilanecus
Type of Asbestos: _\—""Chrysotile ____ Amesits __ Cther_____
Percent Asbestos: 3-5
Amount of ACM: 2SO
Friable. ____Yes _—No
Material Assessment: __“"NoDamage ____ Damaged Other
Reascn for Damage: VI// A
2017
Homogenescus Area No. 2/ Functional Space No. yde)
Categor =7 ACM: . Surfacing ____ Thermal Systemn Insulation _1{ Miscellarecus
Type of Asbestcs: __Y“"Chrysotile ____ Amosite ___ Cther_____
Percent Asbestos: 3-5h
Amount of ACM: o
Friable: __Yes ___‘-_/ No
Material Assessment: __“~ToDamage ____Damaged Cther

Reason for Damage: /L./A

F-§0¢

SEPTEMBER 1995




MAAC LU Al  TVIVIV A/ w Tlade

BUILDING INSPECTION SUMMARY SHEET

FEDERAL BUILDING GSA Eldg. No. NM00242Z

Buildirg:
Acddress: 517 GCLD, ALBUQUERQUE, NEW MEXICC Date of Inspection: 09-13-35
Area /¢ &
Homoganeaus Area No. =/ Functicnal Space No. ___/
Catsgory of ACM: ___Surfacing _____ Thermal Systam Insulation  \— Miscsilanscus
Type of Asbestos: L~ Chrysctile ____ Amosite _____Cther ___,,_
Psrcent Asbestos: >S9
Amount of ACM: /SO
Friable: . VYes T Ne
Material Assessment. \~~__ No Camage Damaged Other
Reascn for Damage: ﬁ////l
Area BLELS
Homogensous Araa No. =/ Funcional Space Ne. /
Category of ACM: —_ Surfacing ____ Thermnal System Insulation __Yt~Miscsllaneous
Type of Asbestos: _\—"Chrysctile Amgcsits - Other ____
Parcsent Astestos: 3-S5
Amount of ACM: 4@0
Friable: ____Yes _t—Noc
Materiai Assassmsant: _“Nc Damags ____ Damaged Cther
Reascn for Damage: /’l// A
Arsa__ BLs 3 R
Homogenecus Area No. =2/ Functonal Spacs No. /
Category of ACM: ___Surfacing _____ Thermal System Insulation __L{ Misceilanecus
Type of Astestos: _Y—TChrysatiie ____ Amcsite ___ Cther____
Amount of ACM: Yoo
Friatle: —_VYes __4\/0
“iaierial Assessment:  __—"TNo Damage ____Damaged Other

Reason for Damage: I’L/A

F- Y03

SEPTEMBER 1995




Asbestos Audit - NM0024Z2Z

BUILDING INSPECTION SUMMARY SHEET

Building: FEDERAL BUILDING

Address: 517 GOLD, ALBUQUERQUE, NEW MEXICQO

GSA Bldg. No. NM0024ZZ

Dats of Inspection: 09-13-95

Area 2734
Homogeneous Area No. X/ Functional Space No. Vi
Category of ACM: Surfacing ____ Thermal System Insulation L Miscellaneous
Type of Asbestos: L~ Chrysotile Amosite —_— Orher_;
Percent Asbestos: )
Amount of ACM: /oo
Friable: ___Yes Z No
Material Assessment: =~ No Damage _____Damaged Other
Reascn for Damage: /?/7/4
Area Soo
Homogeneous Area No. =2/ Functional Space No. /
Category of ACM: —_ Surfacing ____ Themmal System Insulaticn  __Y—Miscsllansous
Type of Asbestos: _\—"Chrysotile Amasite ____Cther_____ '
Percent Asbestos: 3-5%
Amount of ACM: YL
Friable: ____Yes _t—No
Material Assessment: __“"NoDamage ____Damaged Cther
Reason for Damage: VI// A
Area S0 b
Homogeneous Area No. 2/ Functional Space No. /
Category of ACM. __Surfacing ___ Thermmal System Insulation _“Miscellaneous
Type of Asbestos: __YChrysotile Amosite ___ Cther ___
Parcent Asbestos: 3-5h
Amount of ACM: /70
Friable: _____Yes _ <~ No
Material Assessment: __~No Damage _____Damaged Other

Reason for Damage: /L/A

F-20§

SEPTEMBER 1995




ASOSTOS MRLGIL ~ VUL Gl a

BUILDING INSPECTION SUMMARY SHEET

GSA 8idg. No. NM00242Z

Building: FEDERAL BUILDING
Address: 517 GCLD, ALBUQUERQUE, NEW MEXICCO Data of Inspection: 09-13-95
Area S00S
Homogeneaaus Area No. X/ Functional Space Ne. /
Category of ACM: Surfacing Thermal Systam Insulation " Miscellanecus
Type of Asbestos: ____ Amocsitz - O{her____"
Percent Asbastos: I-S
Amount of ACM: ol2 o)
Friabls: ____VYes 7 No
Material Assessment: =~ __ No Damage _____Damaged Qther
Reason for Damage: /l////-l
Area 2320/ A
Homogenecus Area No. =2/ Functonal Space No. /
Category of ACM: e Surfacing ____ Thermal Systam Insulaticn  _\—Miscsilaneous
Type of Asbestcs: " Chrysatile Amosite . Cther______
Psrcent Asbestos: 3-5
Amount of ACM: /Z 2
Friatle: . Yes _t—No
Material Assessment: __“"NoDamage ____Damaged Other
Reascn for Damage: Vl// A
Arsa 220/
Hecmogeneous Area No. 2/ Functional Space No. /
Category of ACM: —Surfacing _____ Thermal System Insulation _%Wsce/laneo:)s
Tvoe of Astestos: _Y=TChrysctile _____ Amcsita . Cther_____
Percent Asbestos: 3-5%
Amount cf ACM: Zr 2RO
Friable. ____Yes _'-4\10
Material Assessment: __“No Damage ____Damaged Cther

Reason for Damage: VL/ A

F-§07

SEPTEMBER 1995




Building: FEDERAL BUILDING

Address: 517 GOLD, ALBUQUERQUE, NEW MEXICO

Ared

Area

Area

Asbestos Audit - NMO0242Z

BUILDING INSPECTION SUMMARY SHEET

GSA Bldg. No. NM00242Z

Date of Inspection: 09-13-95

330/ Al
Homogeneous Area No. =/ Functional Space No. /
Category of ACM: ____Surfacing ____ Thermal System Insulation  \—— Miscellaneous
Type of Asbestos: A~ Chrysotile ____Amosite —_— Other_;
Percent Asbestos: -5
Amount of ACM: /20
Friable: ____Yes w~ No
Material Assessment: \~—__ No Damags Damaged Other
Reason for Damage: /b///-}
230/ C
Homogeneous Area No. =2/ Functional Space No. /
Category of ACM: —___Surfacing ____ Thermal Systern Insulation  __t—Miscellaneous
Type of Asbestos: _\~"Chrysotile ____ Amasite - Other ____
Percent Asbestos: 2-5%
Amount of ACM: 2220
Friabie: ____Yes _L—No
Material Assessment: __“"NoDamage ____Damaged Cther
Reason for Damage: Vl/l/ A
230/ D
Hemogeneous Area No. 2/ Functiocnal Space No. /
Category of ACM: ___Surfacing ___ Thermal System Insulation _V_ Miscellansous
Type of Asbestos: __L~Thrysotile ____ Amosite ____OCther ____
Percent Asbestos: 3-5 D
Amount of ACM: 3 o0
Friable: __ Yes _g\lc
Material Assessment: ___~NoDamage ____Damaged Other

Reason for Damage: /L/ A

F-%/0

SEPTEMBER 1995




Asbestos Audit - NMO0OZ4LL

BUILDING INSPECTION SUMMARY SHEET

Building: FEDERAL BUILDING

Address. 517 GOLD, ALBUQUERQUE, NEW MEXICO

Area = 30/ /=

GSA Bldg. No. NM0024ZZ

Date of Inspection: 09-13-95

Homogeneous Area No. =/ Functional Space No. /
Category of ACM: _____Surfacing ____Thermal System Insulation _—Miscellanecus
Type of Asbestos: L—__ Chrysctile Amosite —_ Other___;
Percent Asbestos: TS5
Amount of ACM: 2D
Friable: —_Yes _1—No
Material Assessment: A~ No Damage Darmaged Other
Reason for Damage: /2// A
Area 230/ ~
Homogeneous Area No. 2L Functicnal Space No. /
Category of ACM: ____Surfacing ____ Thermal System Insuiation __Niscsilanecus
Type of Asbestos: _w~"TChrysctile _____ Amosite ___ Other____
Psrcent Asbestos: = -5
Amount of ACM: /2D
Friable: ___Yes - No
Materiai Assessment: _‘{No Damage ____Damaged Other
Reason for Damage: __ 71 / -~
Arsa 217 ‘7£
Homogenecus Area No. =2/ Functional Space No. /
Category of ACM: . Surfacing Thermal System Insulation =" Miscellanecus
Type of Ascestos: _~Chrysotile ____ Amosite ____Other_____
Percent Asbestos: 3-5%
Amount of ACM: 90
Friable: ____VYss _“No
Material Assessment: _~~"No Damage ____Damaged Other
Reason for Damage: & //4

F-gti

SEPTEMBER 1995




Building: FEDERAL BUILDING

Address: 517 GOLD, ALBUQUERQUE, NEW MEXICO

Area

Area

Area

Asbestos Audit - NM0024Z7

BUILDING INSPECTION SUMMARY SHEET

GSA Bldg. No. NM00242Z

Date of Inspection: 09-13-95

220, J
Homogeneous Area No. X/ Functional Space No. /
Category of ACM: ____Surfacing ____ Thermmal System Insulation = \—— Misceilanecus
Type of Asbestcs: L~ Chrysotile ____ Amosite _ Other___;
Percent Asbestos: -5
Amount of ACM: SLLy
Friable: _____Yes % No
Material Assessment: \~" _No Damage _____Damaged Other
Reason for Damage: /l////~}
2RR/E
Homogeneous Area No. =2/ Functional Space No. /
Categery of ACM: — Surfacing ____ Thermal System Insulation  __~Miscellaneous
Type of Asbestos: _\—"Chrysotile ____ Amosite ___Cther____
Percent Asbestos: 3-5
Amount of ACM: ¥ oo
Friable: ____Yes _t—No
Material Assessment: __“"No Damage ____Damaged Cther
Reascn for Damage: Vl/l/ A
Lo
Homogeneous Area No. 2/ Functional Space No. /
Category of ACM: ____Surfacing ____ Thermal System Insulation —_“~"Miscellaneous
Type of Asbestos: _ Y Thrysctile ____ Amosite _____Other_____
Percent Asbestos: 3-5%
Amount of ACM: /SO
Friable: ____Yes _ﬂo
Material Assessment: o Damage ____Damaged Other

Reason for Damage: /L,/ A

F-%512

SEPTEMBER 1995




Building: FEDERAL BUILDING

Address: 5§17 GOLD, ALBUQUERQUE, NEW MEXICO

Area

Area

»

W
fie

BUILDING INSPECTION SUMMARY SHEET

3o 3

GSA 8idg. No. NMC0242Z

Date of Inspection: 09-13-35

/

Homogeneous Area No. =/ Functonal Space No.
Categery of ACM: —_Surfacing ____ Thermal System Insulation
Type of Asbestes: L~ Chrysctile ____ Amcsits

Percent Asbestos: -5

Amount of ACM: 3350

Friabie. Yas Z No

Material Assessment: \~__ No Darnage Damaged Other

L Miscellaneous

Qther )

Reascn for Damage: /?4//4

SHr 2
Homegenecus Area No. =2/ Functional Spacs Ne. /
Catsgory of ACM: ____Surfacing ____ Thermal Systam Insulaticn  __—Miscallaneous
Type of Astesios: _\"Chrysotile Amasite . Cther____.
Percent Astestos: 3-S5
Amcunt of ACM: =S0
Friable. _ Yes _i—Nc
Matsrial Assessment: __“"Nc Damage ____Damaged Cther
Reason for Damags: Vl// A

IS4 2 h

Homogeneous Area No. =/ Functional Space Ne. /
Category of ACM: - Surfacing ____ Thermal System Insulation _ZWisceﬂanecus
Type of Astestos: __Y—Chrysatile ____ Amosite . OCther____
Percent Astestos: 3-5%
Amount of ACM: [ 2O
Friacie. _____Yes _—No
Materiai. Assessment: _ T Damage ____Damaged Cther

Reascn for Damage: /L’/A

/=813

SEPTEMBER 1995




Building: FEDERAL BUILDING

Address: 517 GOLD, ALBUQUERQUE, NEW MEXICO

Area

Area

Area

Asbestos Audit - NMO024ZZ

BUILDING INSPECTION SUMMARY SHEET

GSA Bldg. No. NM00242Z

Date of Inspection: 09-13-95

S/ &

Hemogeneous Area No. 2/ Functional Space No. /
Category of ACM: —____Surfacing ___ Thermmnal System Insulation ‘- Miscellaneous
Type of Asbestos: A~ Chrysotile _ Amoéirs - Other____;
Percent Asbestos: I-STs.
Amount of ACM: 40
Friable: ____Yss W No
Matenial Assessment. \~—___ No Damage Darnaged Other
Rseason for Damage: /L///—l

220
Homogeneous Area No. =2/ Functional Spacs No. /
Category of ACM: — Surfacing _____ Thermal System Insulation __—Miscellaneous
Type of Asbestos: _\~"Chrysotile ____ Amosite . Other____
Percent Asbestos: 3-5 Y
Amount of ACM: 7SO
Friable: ____Yes _t—No
Material Assessment: __“"No Damage _____Damaged Other
Reascn for Damage: Vl/’lﬁ

2%204A
Hemogenecus Area No. 2/ Functional Space No. /
Category of ACM: . Surfacing ____ Thermal System Insulation _E"Miscellanecus
Type of Asbestos: __L-Thryscotile ____ Amosite ___ _Cther____
Percent Asbestos: 3-5 %
Amount of ACM: /20
Friable: . Yes ;/ No
Materiai Assessment: __“NoDamage ____Damaged Other

Reason for Damage: I’L’/ A

F-y/s/

SEPTEMBER 1995




Building: FEDERAL BUILDING

Address' 517 GOLD, ALBUQUERQUE, NEW MEXICQO

Area

Area

BUILDING 'INSPECTION SUMMARY SHEET

GSA Bldg. No. NM0024ZZ

Date of Inspection: 09-13-95

S/
Homegeneous Arga No. =/ Functicnal Space No. /
Catagory of ACM: —_ Surfacing _____ Thermal System Insulaticn = L Miscellaneous
Tyoe of Asbestos: L~ Chrysotile Amesita — Other_;
Parcent Astastos: -5
Amaount of ACM: 4/00
Friasle: ____Yas 7 Neo
Material Assessmant: \~___Nc Damage ____Darmaged Cther

Aeascn for Damage: /?/7/ A4

2224
Homogenecus Area Ne. =2/ Functionai Space No. /
Category of ACM: —__ Surfacing ____ Themnal Systam Insulaticn  __‘—Misceilanecus
Tygpe of Asbestos: " Chrysotile Amcsite —_Cther_____
Percent Astestos. 3-5%
Amount of ACM: /&-O
Friable: _____Yes _t—No
Matsrial Assessment: __“"NoDamage ___ Damaged Cther
Reason for Damage! VI// A

276D

Homogenscous Area No. 2/ Functicnal Scace No. /
Category of ACM: —__. Surfacing ____ Thermal System Insulation 5Wiscellaneous
Type of Astestos: _Y"TChrysctile ____ Amcsits ___Cther____
Percent Asbestos: 3-5h
Amcunt 2f ACM: /20
Friztle . VYas _<~No
Matenal Assassment: ___“"No Damage Lamaged Cther

Reason for Damage: /A
T

F-$/5

SEPTEMBER 1395




Building: FEDERAL BUILDING

Address: 517 GOLD, ALBUQUERQUE, NEW MEXICO

Area

Area

Area

BUILDING INSPECTION SUMMARY SHEET

Asbestos Audit - NM0024ZZ

GSA Bldg. No. NM00242Z

Date of Inspection: 09-13-95

S E
Homogeneous Area No. =/ Functional Space No. /
Category of ACM: _____Surfacing _____ Thermal System Insulation A~ Miscellaneous
Type of Asbestos: A~ Chrysotile ____ Amosite e Other;
Percant Asbestos: -5
Amount of ACM: /20
Friable: —__Yes _Lé No
Material Assessment: \~—_ NoDamage ____Damaged Other

Reason for Damage: [Z////L

SN~

Hornogenecus Area No. =2/ Functional Spacs No. /
Category of ACM: _____Surfacing __ Thermal System Insulation  __t—Miscellanecous
Type of Asbestos: _\M"Chrysotile ____ Amosits __ Cther_____.
Percent Asbestos: 3-S5
Amount of ACM: /20
Friable: __ _Yes _t—No
Material Assessment: __“"NoDamage ____Damaged Other
Reason for Damage: V?// A

320/ &
Homogeneous Area No. 2/ Functicnal Space No. /
Category of ACM: _____Surfacing ____ Thermal System Insulation ’_/ Miscellaneous
Type of Asbestos: __—Thrysotile ___ Amosite ____Other ____
Parcent Asbestos: 3-5h
Amount of ACM: 300
Friable: _____Yes ______‘-4\10
Material Assessment: __~No Damage ____Damaged Other

Reason for Damage: VL’/A

F-3/6

SEPTEMBER 1995




Building: FEDERAL BUILDING

Address: 517 GOLD, ALBUQUERQUE, NEW MEXICO

Area

Area

Area

BUILDING INSPECTION SUMMARY SHEET

GSA Bldg. No. NMC0242Z

Date of inspection: 09-13-95

S30/s H
Homogeneous Arsa No. =/ Functional Space Noe. /
Catagory of ACM: ____Surfacing ____ Thermal System Insulation =\ Miscellaneous
Type of Asbestes. " Chrysolile ____ Amosite - Other_;
Parcent Asbestos: >-ST
Amount of ACM: =00
Friable: Yas " No
Material Assessment. \~___ No Damage Darmaged Other
Reascn for Damage: [?/7/4
S 320/
Hemogeneous Area No. =2/ Functional Space No. /

Categery of ACM: . Surfacing Thermal System Insulaticn  __‘—Misceilansous
Type of Asbesios: _“"Chrysctila ___ Amosite - Cther_____
Percent Aspestos: 3-5
Amount of ACM: /22
Frabie: . Yes _t—No
Material Assessment: __“"Nolamage ___Damaged Other
Reason for Damage: l/l// A
3 3oy M
Hcmaogenscus Area No. 2/ Functional Space No. Vi
Category of ACM: . Surfacing __ Thermal System Insulation _5Wscellaneous
Type of Astestos: __ L TChrysctile ____ Amosits - Other ___
Psrcent Asbestos: 3-5%
Amount of ACM: J PR
Friatle: . Yes ____‘-/ No
Materizl Assassment: __=NoDamage ____Damagsd Cther

Heason for Damage:

/A

F-y%

SEPTEMBER 1995




Building: FEDERAL BUILDING

Address: 517 GOLD, ALBUQUERQUE, NEW MEXICO

Area

Area

Area

Asbestos Audit - NM0O0L4ZZ

BUILDING INSPECTION SUMMARY SHEET

GSA Bldg. No. NM0024ZZ

Date of Inspection: 09-13-95

S/ 6
Homogeneous Area No. =/ Functional Space No. S
Category of ACM: — . Surfacing _____ Themnal System Insulation =~ L Miscellanecus
Type of Asbestcs: L~ Chrysotile ____ Amogcsite - Other__;
Percent Asbestos: -5
Amount of ACM: 200
Friable: . VYes w No
Material Assessment: \~—__No Damage _____Damaged Cther
Reason for Damage: /l////-)-

S/ LA
Homogeneous Area No. =2/ Functional Space No. /o
Category of ACM: ____Surfacing _____ Thermal System Insulation  __t—Miscellaneous
Type of Asbestos: _\"Chrysoctile Amosite ____Other_____
Percent Asbestes: 3-5 Y
Amount of ACM: 7o
Frnable. ____Yes _t—No
Material Assessment: __“"NoDamags ____ Damaged Cther
Reason for Damage: n// A

316 8
Homogenecus Area No. 2/ Functional Space No. =2
Category of ACM: ___Surfacing ____ Thermal System Insulation _‘: Misceilaneous
Type of Asbestos: __~Thrysotile ____ Amoasite _ Other____
Percent Asbestos: 3-5h
Amcunt of ACM: /20
Friable: ____Yes ;/No
Materfal Assessment: __>NoDamage ____Damaged Other

Reason for Damage: VL,/A

F-921%

SEPTEMBER 1995




BUILDING INSPECTION SUMMARY SHEET

FEDESAL BUILDING GSA Bldg. No. NMC024ZZ

Building:
Address.: 517 GCLD, ALBUQUERQUE, NEW MEXICO Date of Inspection. 09-13-35
Area Sl A A
Hemegeneous Area No. =/ Functional Space Na. /
Catagory of ACM: — Surfacing ____ Thermal System Insulation  _t~"Miscellaneous
Type of Asbsstes: __L~Thrysotile Amesita ___Other____
Parcent Asbastos: S-S5 %
Amount of ACM: 220
Friabie: Yes " Ne
Material Assessment: " No Damage Damaged Cther
Reason for Damags. __ A1 ,/ o
prsa____Tom L.
Homogensous Area No. a2/ Functonal Spacs No. /
Catagory of ACM: — Surfacing ___ Thermal System Insulation _{Wscellaneous
Tyce of Astestos. __L-Thrysctile ____ Amosite . Cther ____
Parcent Astestcs. 2-5Tn
Amount cf ACM: =20D0D
Friatle: Yes L~ No
Material Assessment: _Y“"Noc Damage ____Damaged Cther
Reascn for Damage: __47 ,/ s
Area SO 2/ A
Momogeneous Area No. =2/ Functonal Space No. /
Category of ACM: — Surfacng _____ Thermal System Insulation __l_{Misce/Iéneous
Type of Astestcs: ___‘/Chryscrile —___ Amasite ____Cther_____
Psrcent Ascestos. iy ‘5%
Amount of ACM: ?’0
Friabie: —_VYes iNo
Material Assessment: ___{Nc Damage _____Damaged Other

Aeascn for Damage: ) / ol

F-9!9

SEPTEMBER 1995




Asbestos Audit - NM0024ZZ

BUILDING INSPECTION SUMMARY SHEET

Building: FEDERAL BUILDING

Address: 517 GOLD, ALBUQUERQUE, NEW MEXICO

GSA Bldg. No. NM00242Z

Date of Inspection: 09-13-95

Area Fo2dR
Homogeneous Area No. =2/ Functional Space No. /
Category of ACM: — Surfacing __ Thermal System Insulation  _&~Miscellaneous
Type of Asbsstos: _L~Thrysotile ____ Amosite ____Other___
Percent Asbestos: F-s 7
Amount of ACM: Fo
Friable: —__Yes _“ No
Material Assessment: 2" No Damage ____Damaged Cther
Reascn for Damage: _ N/ ’/A
Area SoR¥LQ.
Homogenecus Area No. a2/ Functional Space No. /
Category of ACM: ____ Surfacing _____ Thermal Systam Insulation ___"/Miscellaneous
Type of Astestos: _\L-~TChrysctile ____ Amosite _____Other ____
Percent Astestes: 2-S P
Amount of ACM: ?0
Friable: ___Yes L~ No
Material Assassment: Y~ NcDamage _____Damaged Other
Reason for Damage: _ »7 ,/ fed
Area So2¢ b
Homogeneous Area No. =2/ Functional Space No. /
Category of ACM: ___Surfacing ____ Thermal System Insulation  __{~Miscellanecus
Type of Astestos: __'-/Chrysctile Amosite ____Other____
Parcent Astestos: < ‘5%
Amount of ACM: @
Friable: _____Yes iNo
Material Assessment: __‘__{No Damage ____Damaged Cther

Reason for Damage: ) IZﬂ’

SEPTEMBER 1995




Building:

Address.

BUILDING INSPECTION SUMMARY SHEET

FEDERAL BUILDING

GSA Bidg. No. NM0024ZZ

Date of Inspection: 09-13-65

Area

Area

517 GOLD, ALBUQUERQUE, NEW MEXICQ
/0 &
Hemogenaous Area No. =/ Functional Spaca No. J
Catsgory cf ACM: Surfacing _____ Thermmal Systam Insufation  _t~""Miscellanecus
Type of Asbestes: _L~Thrysctile ___ Amosite ____Other____
Parcent Asbestes: -5
Amount of ACM: L0222
Friable: Yes " No

Material Assassment:

" No Damage Damaged

Cther

Reascn for Damage: __ /1 ,/A

Ko2¢

Area

=2/

Homogenscus Araa No.

/

Functional Spacs Nc.

Catagory of ACM:

Surfacing Thermal System Insulation

“—Miscellansous

Type cf Asbestss. _\~Thrysctile _____ Amosits — Cther_____
Fercent Ascastos: 2-S T

Amount of ACM: /) s

Fracgle: —___Yes ~ No

Matarial Assessment: Y No Damage ____Damaged Other

Reascn for Damags: _ #7 ,/ (s
KoAD

Homogensous Arsa No. =2/ Functional Space No. /

Categary of ACM: Surfacing Thermal System Insulation L~Misceilaneous
Type of Astestos: “—TChrysctile Amosite Other
Parcent Astestos: ==

Amount cf ACM: /2D

Friable: Yes " No

Material Assessment: No Damage Damaged Other

Reason fer Damage: ) ,/ ol

=82/

SEPTEMBER 1995




427

Asbestos Auait - NMi
BUILDING INSPECTION SUMMARY SHEET
Building: FEDERAL BUILDING GSA Bldg. No. NM00242Z
Address: 517 GOLD, ALBUQUERQUE, NEW MEXICO Date of Inspection. 09-13-95
Area Yoof
Homogeneous Area No. =2/ Functional Space Ng. /
Category of ACM: —__Surfacing _____ Thermal System Insulation  _t—"Miscellaneocus
Type of Asbestos: _L~TChrysctile ____ Amosita — Crher___;
Percent Asbestos: -5
Amcunt of ACM: 20D
Friable: —__VYes  No
Material Assessment: A~ No Damags Damaged Other
Reason for Damage: __ A1 ,/ P2
Area Kol
Homagensous Arsa No. 2/ Functional Space No. /
Category of ACM: __ Surfacing ____ Themal Systsm Insulation _"_/Miscellaneous
Type of Asbestos: __\L-~Thrysctile ____ Amoasite _____Cther_____
Psercent Astestos: 2 -5
Amount of ACM: /S
Frable: __ Yes - No
Material Assassment: _Y~"No Damage _____Damaged Other
Reascn for Damage: ___ 7 ,/ s
Area Lo A
Homogeneous Area No. =2/ Functional Space No. /
Category of ACM: ____Surfacing ____ Thermal System Insulaticn = __L~Miscellaneous
Type of Asbestos: ___“Thrysotile ____ Amoasite ____Other____
Psrcent Asbestos: = “5%
Amount of ACM: ?0
Friable: ___Yes ~No
Material Assessment: __‘{No Damage ____Damaged Other
Reason for Damage: ¥ / A

SEPTEMBER 1995

F-&22




ST Vdbd AL dd /Tl $VETIN S o T sl

BUILDING INSPECTION SUMMARY SHEET

Building: FEDERAL BUILDING

Area

Area

Area

Address: 517 GOLD, ALBUQUERQUE, NEW MEXICO

“iolor AR

GSA Bldg. No. NM0024ZZ

Date of Inspection: 09-13-95

Homaogeneous Area No. =/ Functional Space Ne. /
Category cf ACM. —___ Surfacing __ Thermal System Insulation = __ & Miscellaneous
Type of Astestes: _L-Thrysctile _____ Amosits — O.‘her____;
Fercaent Asbastos: 3-ss
Amount of ACM: / =20
Friable: ___Yes v No
Material Assassment: 2~ NoDamage ____Damaged Other
Reason for Damage: _A / =]
LLo LO.

Homogensous Area No. =2/ Functional Spacs No. /
Category of ACM: — Surtacing _____ Thermal System Insulaticn ___‘{Wiscellaneous
Typce cf Astastes: _\L~Thrysctile ____ Amosite __ Cther__ _
Percant Ascestcs: 25 Vn
Amount of ACM: Fo
Friatle: _____Yes = No
Material Assassment: _“"NoDamage ____Darraged Other
Reason for Damage: __ &7 IZA

LLOL D
Homogenecus Area No. =2/ Functional Space No. /
Category of ACM: __ Surfacing ____Thermal S ystemn Insulation  __L~Miscellaneous
Type of Astsestcs: ____‘/Chryscﬁle ____ Amosite —_Cther ____
Percent Astestcs: = “5%
Amount of ACM: C;)O
Frabla: ____Yes _‘_{No
Marerial Assessment: —__NoDamags ____Camaged Cther

Reason for Damage: __*7 / i
-

F-3a23

SEPTEMBER 1995




Building. FEDERAL BUILDING

Address: 517 GOLD, ALBUQUERQUE, NEW MEXICO

Area

Area

Area

Asbestos Audit - NM0024ZZ

BUILDING INSPECTION SUMMARY SHEET

Los¢

GSA Bldg. No. NM0024ZZ

Date of Inspection: 09-13-95

Homogeneous Area No. =/ Functional Space No. /
Categery of ACM: —_Surfacing ___ Thermal System Insulation  _t—"Misceillaneous
Type of Asbestos: _L~Thrysotile ____Amosite - Other__;
Parcent Asbestos: -5
Amount of ACM: 50
Friable: - Yes ¥ No
Material Assessment: A" NoDamage _____Damaged Other
Reason for Damage. __A] ,/A
Lty @
Homogensous Area No. a2/ Functional Space No. /
Category of ACM: — Surfacing ____ Thermal System Insulation __‘/Misce//aneous
Type of Asbestos: _VL-Thrysctile ____ Amosite —__Cther____
Percent Asbestos: 2-S Y
Amount of ACM: /s
Friable: _____Yes L~ No
Material Assessment: _Y“~"No Damage _____Damaged Other
Reason for Damage: __#7 ,/ i
Lk 2
Homogeneous Area No. =2/ Functional Space No. /
Category of ACM: ___ Surfacing _____ Thermal System Insulation = _L~Miscellaneous
Type of Asbestos: __“Thrysotile ____ Amosite ____Cther ____
Parcent Asbestos: -:?‘5%
Amount of ACM: /SO
Fnable: ____Yss __/__No
Material Assessment: _{No Damage _____Damaged Other

Reason for Damage: __*#7/ / el

F-8a

SEPTEMBER 1995




BUILDING INSPECTION SUMMARY SHEET

GSA Eldg. No. NM0024ZZ

Building. FEDERAL SBUILDING
Address: 517 GOLD, ALBUQUERQUE, NEW MEXICCO Date of Inspection: 09-13-95
Area ¢¢/ 34
Homecgenecus Area No. =2/ Functicnal Space No. /
Categery cf ACM. Surfacing _____ Themnal System Insulation  _&Miscsilanecus
Type of Asbsstecs: _ L~Thrysctile ____ Amcsit3 - Other__;
Percent Asbestes: 3-5s%
Amount of ACM: =D
Friable: ____Yes " Ne
Material Assessment: 2" No Damage Damagsc Cther
Reascn for Damags: _X ,/ e
Area LLs3 1R
Hemogenecus Area Ne. 2/ Functicnal Spacs Ne. L
Catagery of ACM: — Surfacing ____ Thermal System Insulaticn _'_{Wscsllaneous
Type cf Astestos: _L-Thrysctile ____ Amcsits —_Cther_____
Parcent Assaestes. 25
Amount of ACM: %
Friatle: ____Yes = Nc
Material Assassment: A" NcDamage _____Damaged Other
Reascn for Damags: __ &7 ]//}
Area “Lr34
Homeogeneous Area No. =2/ Functional Space' No. /
Catagary of ACM: —_Surfacing _____ Thermal System Insulation  _L~Miscellanecus
Type of Aspestos: _‘/Chryscr‘ile —__ Amosite __ Cther____
Parcsnt Asbestas: = ‘5%
Amount af ACM: 5o
Fnakbiz — V3s _____'/Nc
Material Assessment: _‘:No Damage Damaged Other
Reason for Damage: 7 I/ e

- §235 SEPTEMBER 1995




Building: FEDERAL BUILDING

Address. 517 GOLD, ALBUQUERQUE, NEW MEXICO

Area

Area

Area

Asbestos Audit - NM00242Z

BUILDING INSPECTION SUMMARY SHEET

LS /32D

GSA Bldg. No. NM00242Z

Date of Inspection: 09-13-95

Homogenecus Area No. =2/ Functional Space No. /
Category of ACM: __ Surfacing ____ Thermal Systam Insulation — _&~"Miscsilaneous
Type of Asbsstos: _L~Thrysotile _____ Amosite ___Other____
Percent Asbestos: Z-s%
Amount of ACM: )
Friable: - VYes ¥ No
Material Assessment: +~ No Damage _____Damaged Other
Reascn for Damage: _A ,/A
“YLo/SA
Homogenseous Area No. a2/ Functional Space No. /
Category of ACM: Surfacing ____ Thermal System Insulation __"/Misce//aneous
Type of Asbestos: _A~Thrysctile _____ Amosite —_Other ___
Percent Asbestos: 2-5S 70
Amount of ACM: /SD
Friable. _ Yes  No
Material Assessment: _Y“~"NcDamage ____Darmaged Cther

Reason for Damage: __#7 ,/A

Lo,3

Homogeneous Area No. =2/ Functional Space No. /

Category of ACM: Surfacing Thermal System Insulation L~Miscellanecus
Type of Asbestos: —TChrysotile Amasite Other
Pearcent Asbestos: 2=

Amount of ACM: Y ()

Friable: Yes “No

Material Assessment: No Damage Damaged Other

Reason for Damage: r] ,/ e i

F-Fadl

SEPTEMBER 1995




Building: FEDERAL BUILDING

SNddd e d L d M S T HTINV Vil Téy

BUILDING INSPECTION SUMMARY SHEET

GSA Eldg. No. NMO024ZZ

‘ Address: 517 GOLD, ALBUQUERQUE, NEW MEXICO Late of Inspection: 0$-13-95
Area Lo 2
Homogeneous Area No. =/ Funcional Space Ne. /
Categery of ACM: — Surfacing _____ Thermal System Insulation  _t=""Miscsllanecus
Type of Asbestes: _ L-Thrysotite Amesite ____Other____
Parcent Asbastos: S3-5
Amount of ACM: Lo
Friable: . Yes ¥ No
Material Assassmént: 27 Noc Damage _____Damaged Cther

Area

Area

Reason for Damage: __Q) // -

Lo39
Hemogenscus Arsa Ne. a2/ Functional Spacs No. /
Catagory of ACM: — Surfacing ____ Thermal Systarm Insulaticn _‘_/ Misceilansous
Type of Astestes: \=Thrysctile ____ Amosite — Cther ____
Percant Astestos: 2-S P
Amount of ACM: /30D
Friabie: — Yes ~_No
Matariai Assassment: Y Ne Damage ____Damaged Cther

Reascn for Damage: __ &7 //A

Ko 2%
Hemogeneous Area No. =2/ Functional Space No. /
Catagory of ACM: ____ Surfacing ____ Thermal System Insulaticn = __L-Misceflanecus
Type of Astestos: __“Thrysctile ____ Amcsite ____Other___
Psrcent Astestes: = “5%
Amaunt of ACM: ?‘S—
Friable: . Yes ‘/No
Material Assessment: ‘_/No Damage ___Damaged Other

Reason for Damage. ) IZA’

F-22%

SEPTEMBER 1995



Asbestos Audit - NM0024Z27

BUILDING INSPECTION SUMMARY SHEET

Building: FEDERAL BUILDING

Address.: 517 GOLD, ALBUQUERQUE, NEW MEXICO

GSA Bldg. No. NM0024ZZ

Date of Inspection: 09-13-95

Area Y0233
Homogeneous Area No. =2/ Functional Space Ne. /
Category of ACM: . Surfacing ____ Thermal Systemn Insulation  _t—"Miscellanecus
Type of Asbestos: __L~"Chrysctile Amosite . Orher_;
Percent Asbestos: 3-s%
Amount of ACM: 6o
Friable: ____Yes " No
Material Assessment: 2" NoDamage ____Damaged Other
Reason for Damage: _A ,/ =]
Area Lef3TR
Hormogeneous Area No. ad/ Functional Spacs No. /
Category of ACM: — Surfacing _____ Thermal System Insulaticn __"{Miscallaneous
Type of Asbestos: _VL-Thrysotile ___ Amosite —Other____.
Percent Astestas: 2-S 0
Amount of ACM. 5 S_
Friable: ____Yes +~ No
Material Assessment: _Y~"No Damage ____Damaged Other
Reason for Damage: __£7 I/A
Area YL 3<H
Homogeneous Area No. =2/ Functional Space No. /
Category of ACM: Surfacing _____ Themmnal System Insulation  __L{~Miscellaneous
Type of Asbestes: __“Thrysotils _____ Amosite - Cther ___
Percent Asbestos: iy —-S %
Amount of ACM: é@
Friable: _____Yes iNo
Material Assessment: __{No Damage ____Damaged Other

Reason for Damage: ¥ ,/ e

F-328

SEPTEMBER 1995




Building: FEDERAL BUILDING

BUILDING INSPECTION SUMMARY SHEET

GSA Bldg. No. NM00242Z

Address: 517 GOLD, ALBUQUERQUE, NEW MEXICO Date of Inspection: 09-13-95

Area oS
Homogeneous Area No. =2/ Functonal Space Ne. [
Category of ACM: — Surfacing ___ Thermal Systsm Insulation  _&~"Miscellaneous
Tyce of Astsstos: LT Chrysatile ____ Amosits ____ Cther ___
Parcent Asbestos: -
Amount of ACM: AN
Frable: " No

Material Assassment:

+~ No Damage Damaged Cther

Reason for Damage: _A ,/A

Area L/ ié

Homogeneous Area Ne. a2/ Functional Spaca No. /
Category of ACM: —_Surfacing ____ Thermnal Systam Insulaticn __‘_/Miscellaneous
Type of Asbastos: __L~Thrysctile _____ Amosite . Other ____
Percent Astestos: 2 -5
Amcunt of ACM: /oo
Friable: —_— = No
Material Assessment: _“"No Damage _____Damaged Other
Reascn for Damage: __&7 ,/A
Area L0
Homogeneous Area No. =2/ Functonal Space No. /
Catsgory of ACM: ____ Surfacing _____ Thermal System Insulaticn  __{~Wiscellanecus
Type of Asbestos: ___'/Chrysctﬁe —_ Amosite ___Cther___

Percent Asbestos:

Amount of ACM:

Friable.

Matarial Assessment:

=-S5

90

" No Damage

\/No

Damaged Cther

Reason for Darnage: '47/ Pt

= 29 SEPTEMBER 1985




Building: FEDERAL BUILDING

Asbestos Audit - NM0024ZZ

BUILDING INSPECTION SUMMARY SHEET

Address: 517 GOLD, ALBUQUERQUE, NEW MEXICO

Area

Area

Area

Lelyf

GSA Bldg. No. NM0024ZZ

Date of Inspecticn; 09-13-95

Homogeneous Area No. =</ Functional Space No. /

Category of ACM: ____Surfacing ___ Thermal System Insulation — _& Miscellanecus
Type of Asbestos: Z Chrysotile ____ Amosite . Other;
Percent Asbestos: 5V

Amount of ACM: Lo

Friable: ____Yes L—No

Material Assessment: _“No Damage ____Damaged Other

Reason for Damage: __/] //A’

Homogeneous Area No. Functional Space No.

Category of ACM: Surfacing ____ Thermal System Insulation  _____ Miscellaneous
Type of Asbestos: ____Chrysotile ____ Amosite .. Other ____
Percent Asbsstos:

Amount of ACM:

Friable: ____Yes ____No

Material Assessment: ____NoDamage ____Damaged Other

Reason for Damage:

Homogeneous Area No. Functional Space No.

Category of ACM: —__Surfacing ____ Thermal System Insulation — ____ Miscellanscus
Type of Asbestos: ____ Chrysctile _____ Amosite ___ Other____
Parcent Asbestos:

Amount of ACM:

Friatle: _____Yes __Ne

Material Assessment: ____NoDamage ____Damaged Cther

Reason for Damage:

F-¥30

SEPTEMBER 1995




MICILID SIS FRETTN o e Vb

BUILDING INSPECTION SUMMARY SHEET

Building. FEDERAL BUILDING

Address: 517 GOLD, ALBUQUERQUE, NEW MEXICO

Area 3///;&

GSA Bldg. No. NM0024ZZ

Date of Inspection: 09-13-85

Homegeneous Area No. =/ Functional Space No. 2
Categcry of ACM: —_Surfacing ____ Thermal Systam Insulation 7 Miscailaneous
Type of Asbesics: L~ Chrysoilile Amaosite . Other_;
Percent Asbastos: -5 70
Amount of ACM: /20
Friable: —__VYss _\.4 Ne
Material Assessment: \r7___NoDamage ____Damaged Qther
Reascn for Damage: [Z////—‘r
Area 4;&/ 3[;}
Homogsneous Arsa No. =2/ Functional Spacs No. =
Category of ACM: Surfacing ____ Thermal System Insulation  __Y—Miscsilanecus
Type of Asbestcs. " Chrysctile Amcsite _Cther_____
Psrcent Astestos: 3-5
Amount of ACM: /5D
Frizbia: ____Yes _t—No
Material Assessment: __“"No Damage ___Damaged Other
Reascn for Damage: Vl// A
Area os A
Homocganeous Area No. =2/ Functicnal Spacs No. —t
Category of ACM: Surfacing _____ Thermal System Insulation _“"Miscellanecus
Type of Asbestos: __—"Chrysotile Amosite ____Cther ____

3-5%

Percent Asbestos:

#S

Amount of ACM:
Friable: Yas “—"No
Materiai Assessment: —No Damage Larmaged Cther

Reason for Damage: _¥L, /4

F- 3l

SEPTEMBER 1995




Asbestos Audit - NM0024ZZ

BUILDING INSPECTION SUMMARY SHEET

Building: FEDERAL BUILDING

Address. 517 GOLD, ALBUQUERQUE, NEW MEXICO

GSA Bldg. No. NM00242Z

Date of Inspection: 09-13-95

Area AN
Homogeneous Area No. =/ Functional Space No. 2
Catagery of ACM: . Surfacing _____ Thermal System Insulation -~ Misceilanecus
Type of Asbestos: L~ Chrysotile _____ Amoéite - Orher__;
Percent Asbestos: -5
Amount of ACM: Fo
Friable. _____Yes _\4 No
Material Assessmént: L\~ NoDamage ____Darmnaged Other
Reason for Damage: /2///4
Area SLLDC,
Homogeneous Area Nc. 2/ Functiocnal Space No. —
Catagory of ACM: —___ Surfacing Thermal System Insulation  __‘—Miscellaneous
Type of Asbestos: _“""Chrysotile ____ Amosite . Cther ____
Percent Asbestos: 3 ;'-5_ e
Amount of ACM: fO
Friable: _____Yes _t—No
Material Assessment: __“"No Damage ____Damaged Other
Reascn for Darmage: VL»/ A
Area &LD0 b
Homogeneous Area No. 2/ Functional Space No. v
Category of ACM: __ Surfacing ____ Thermal System Insulation ‘_/ Miscellansous
Type of Asbestos. __YThrysotile _____ Amosite ___ Other____
Farcent ASDestcs: 3-5 b
Amount of ACM: /40
Friable: ___ Yes ;/ No
Material Assessment:  __ ~"No Damage _____Damaged Other

Reason for Damage: /Lléq

F—¥32

SEPTEMBER 1995




BUILDING INSPECTION SUMMARY SHEET

GSA Bldg. No. NM00242Z

Building. FEDERAL BUILDING
Address: 517 GOLD, ALBUQUERQUE, NEW MEXICO Date of Inspection: 09-13-$5
Area YoLs™
Hemaogseneous Arga No. =/ Functicnal Space No. /
Category of ACM: —_Surfacing ____ Thermal System Insulation = \— Misceilaneous
Type of Astestes: L~ Chrysotile ____ Amosita —_ Othsr__;
Percent Asbestos: -5
Amcunt of ACM: /SD
Friable: _____Yss l No
Material Assessment: ‘=~ No Damage _____Damaged Other
Rsason for Damage: /l////-l
Area o ¢9
Hemogenscus Area No. poyi Functonal Space No. /
Category of ACM: - Surfacing Thermal System Insulaticn  __t—Miscailanecus
Type of Astasics: _Y"Chrysctila ____ Amcsita . Cther
Parcent Asbestos: 3-S5
Amount of ACM: /80
Friabie: ____Yes _t—No
Material Assessment: __“"NoDamage ____Damagsd Cther
Reason for Damage: VI// A
Area HY303
Hemogensous Area No. 2/ Functicnal Space No. /
Caragory of ACM: ____Suracing _____ Thermal System Insulation _LjVIiscsllaneous
Type of Astestos: _YTChrysctils _____ Amosite ___ Cther_____
Fsrcent Ascestos: 3-5 A
Amount of ACM: Sod
Friable: —__Yes __*_{ No
Materiai Assessment: __=No Damage ____Damaged Cther

Reason for Damage: /Lr/ﬂ

F-¥33

SEPTEMBER 1995




Building: FEDERAL BUILDING

Address: 517 GOLD, ALBUQUERQUE, NEW MEXICO

Area

Area

Area

Asbestos Audit - NM6024ZZ

BUILDING INSPECTION SUMMARY SHEET

GSA Bldg. No. NM00242Z

Date of Inspection: 09-13-95

{303 A
Homogeneous Area No. X/ Functional Space No. /
Category of ACM: —__ Surfacing ___ Thermal System Insulation A\~ Miscellaneous
Type of Asbeslcs. L Chrysotile ___ Amoéire —_ Orher___;
Percent Asbestos: -5
Amount of ACM: /S2
Friable. ____Yes Z No
Material Assessment: \~—___ NoDamage ____Damaged Other

Reason for Damage: /b///-}

21/

Homogeneous Area No. 2/ Functional Spacs No. /
Category of ACM: —__ Surfacing _____ Thermal System Insulation  __~Miscellaneous
Type of Asbestos. _\—"Chrysctile ____ Amcsite — Other____
Percent Asbestos: 35
Amount of ACM: 2SO
Friable: ___Yes _t—No
Material Assessment: __Y“"No Damage _____Damaged Other
Reascn for Damage: Vl/’/ A

Y3/
Homogeneous Area No. 2/ Functional Space No. /
Category of ACM: ____Surfacing _____ Thermmnal System Insulation _“"Miscellaneous
Type of Asbestos: __YThrysotile ____ Amosite ___ _Other____
Percent Asbestos: 3-5h
Amount of ACM: I ASS
Friable: _____Yes __*-4\/0
Materiai Assessment: 7o Damage ____Damaged Other

Reason for Damage: /L/ A

F-834

SEPTEMBER 1995




MINCINJD Ml T UV e Tk

BUILDING INSPECTION SUMMARY SHEET

Building: FEDERAL BUILDING

Area

Area

Arsa

Address: 517 GOLD, ALBUQUERQUE, NEW MEXICO

GSA 8ldg. No. NM00242Z

Date of Inspection: 09-13-35

YL24SA
Hemogeneous Area No. =/ Functional Space No. /
Category of ACM: Surfacing _____ Thermmnal System Insulation L~ Miscellanecus
Type of Asbestcs: L~ Chrysotile ____ Amosite __ Other
Psrcent Asbestes: -5
Amount of ACM: /SO
Friable: — Yes _Lé No
Material Assessment: \~~__ No Damage Damaged Other
Reasan for Damage: /L//A-
LLAL R
Hemogeneous Area No. =2/ Functional Space No. /
Category of ACM: . Surfacing Thermal System Insulaticn  _—Miscsilaneous
Type of Astestos: _\—"Chrysctile Amesite — _Cther ____
Percent Asbestcs: 3-S5
Amount of ACM: /200
Frable. —_VYes _t—No
Matarial Assessment: _“"No Damage ____Damaged Cther
Reason for Damage: Vl// A
LLLFR
Homogensous Area No. P Functicnal Space Na. Z
Category of ACM: —Surfacing __ Thermal System Insulation ____‘{ Miscellaneous
Type of Astestos: _Y“"Chrysctile _____ Amcsits ____Cther _____

Percent Asbestos: 3-5%

Amount of ACM: /F0

Friable: —_VYes __g\lo

Matariai Assassment: _ =T Damage ____Damaged

Other -

Reasan for Damage: /L/A

F-¥35

SEPTEMBER 1995




Asbestos Audit - NM00242Z

BUILDING INSPECTION SUMMARY SHEET.

Building: FEDERAL BUILDING

Address: 517 GOLD, ALBUQUERQUE, NEW MEXICO

GSA Bldg. No. NM0024ZZ

Date of Inspection: 09-13-95

Area SLYLF A
Hemogeneous Area No. =/ Functional Spacs No. /
Category of ACM: ____Surfacing ____ Themnal System Insulation = \ Miscellaneous
Type of Asbestos: A~ Chrysotile ____ Amosite —_— Other__';
Percent Asbestos: -5
Amount of ACM: 230
Friable: __ Yes 7 Ne
Material Assessment. \~~___ No Damage ___Damaged Other
Reason for Damage: /l////-}
Area HYf3S
Homogeneous Area No. 2/ Functional Space No. /
Category of ACM: ____ Surfacing ___ Thermal System Insulation  __L~Miscsllaneous
Type cf Asbestos: _\~""Chrysctile _____ Amosite . Other ____
Psrcent Asbestos. 3-5
Amount of ACM: 7s0
Friable; __Yes _t—No
Material Assessment: __“"NoDamage ____Damaged Other
Reason for Damage: VZ// A
Area 4/ LAH
Homogensous Area No. 2/ Functional Space No. /
Category of ACM: . Surfacing _____ Thermal System Insulation _“"Miscellaneous
Type of Asbestos: __ L Thryscotile ____ Amosite ____ OCther ____
Percent Asbestos: 3-5A
Amount of ACM: 200
Friable: ____Yes ___‘-4\/0
Material Assessment: =T Damage Damaged Other

Reason for Damage: /L,/ A

F-334

SEPTEMBER 1995




Building. FEDERAL BUILDING

Address: 517 GCOLD, ALBUQUERQUE, NEW MEXICO

Area

Area

Area

MIdes

BUILDING INSPECTION SUMMARY SHEET

edeWd /LIS FTVITIN N G Tl

GSA Bidg. No. NM0024ZZ

Date of Inspection: 09-13-55

KL 3

Homogeneous Arga No. X/ Functional Space No. /
Categery of ACM: — Surfacing _____ Thermal Systemn Insulaticn ‘L Miscellansous
Type of Asbestcs: A" Chrysotile _____ Amocsita — Other;
Farcent Asbestas: -5
Amount of ACM: /50
Friaole: ___Yss w~ Ne
Material Assessment: \~—___ NoDamage ____Damaged ___ Other
Reason for Damage: /1/7//7‘

Lty /
Hormogensous Arsa No. =2/ Functional Spacs No. /
Catagery of ACM: —_ Surfacing ____ Thermal System Insulation  _—Miscellanecus
Tyee of Astasics: _\~""Chrysctile ____ Amosite — _Cther___
Psrcent Astestos: 3-5Yo
Amount cf ACM: So0
Frable: _ VYes t—No
Material Assessment: __~"NoDamage ____[Damaged Other

Reascn for Damags: Vl// A

Loy

Homegensous Area No. =2/ Functional Scace No. /

Category of ACM: - Surfacing _____ Thermal System Insulation ’stcellaneaus
Type of Asbestcs: Y TChrysotile _____ Amosite ____Cther____
Psrcant Asbestos: 2-5

Amount of ACM: 2200

Friable. ____Yes _4\/0

Materiai Assassment: __ —TicDamags _____LCamaged Cther

Reason for Damage: ,4,'/,4

F-837%

SEPTEMBER 1995




Asbestos Audit - NM002422

BUILDING INSPECTION SUMMARY SHEET

Building: FEDERAL BUILDING

Address: 517 GOLD, ALBUQUERQUE, NEW MEXICO

Area

Area

Area

Loo

GSA Bldg. No. NM00242Z

Date of Inspection: 09-13-85

Homogeneous Area No. =/ Functional Space No. /
Category of ACM: —___Surfacing __ Thermal System Insulaticn L Miscellaneous
Type of Asbestos: A~" Chrysotile __ Amoéite o Other_;
Percant Asbestos: IS
Amount of ACM. / ? o
Friable: ____Yss  No
Material Assessment: \~—__ No Damage ____Damaged Other
Reason for Damage: /L]/A
Lo L
Homogenecus Area No. =2/ Functicnal Space No. /
Category of ACM: ____Surfacing ____ Thermnal System Insulaticn  __t—Misceilaneocus
Type of Asbestos. _\"Chrysctile Amesite __Cther____ ‘
Percent Asbestos: 3-5%
Amount of ACM: [ O
Friable: _ _Yes _t—No
Material Assessment: __“"No Darmage ____Damaged Other
Reason for Damage: Vl// A
HYonrhA
Homogeneous Area No. 2/ Functional Space No. /
Category of ACM: ____Surfacing ____ Thermal System insulation __V Miscellaneous
Type of Asbestos: _ LChrysatile Amosite ____Cther_____
Percent Asbestos: 3-5Thb
Amount of ACM: /RO
Friable: Yes _*-ﬂ\lo

Material Assessment: —No Damage Damaged

Reason for Damage: /L/ A

Other

F-535

SEPTEMBER 1995




Building: FEDERAL BUILDING

BUILDING INSPECTION SUMMARY SHEET

GSA Bldg. No. NM00242Z

' Address: 517 GOLD, ALBUGQUERQUE, NEW MEXICO Date of Inspection: 09-13-85

Area &40/ 8
Homogeneous Area No. =/ Functional Space No. /
Categery of ACM: —__Surfacing ____ Thermal System Insulaticn L Miscellanecus
Type of Astestos: A~ Chrysotile ____ Amosite I Other__;
Percent Asbestos: -5
Armount of ACM: /010
Friable: . Yas __L__/___ No
Matarial Assessment: ‘= ___No Damage ____Darmaged Other
Reascn for Damage: /l////}

Area 4/ o0 7
Hemogensous Area No. =2/ Functional Space No. /
Catagory of ACM: __ Surfacing ____ Thermal System Insulation  __Y—Miscsllaneous

‘ Type of Asbestos: _\""Chrysctile ___ Amosite ____OCther____

Psrcant Ascestos: 3-5o
Amount of ACM: /S0
Friabis: ____Yes _t—No
Material Assessment: __“"NeoDamage ___ Damaged Other
Rsason for Damags: VI/’//?

Area Lo, 3
Homogenacus Area Ne. 2/ Functional Space No. /
Category of ACM: . Surfacing ____ Thermal System Insulaﬁon _Lf Miscellaneous
T.p2 of Aszesics! _ M Tlarysenls _____ Amrcsite ____Cther____
Percent Asbestos: 3-5%%
Ameunt of ACM: X
Friable. _____Yes __g\lo
Material Assessment: _ o Oarmage ____ Camaged Cther

Reason for Darmage: m’/f;

£-737

SEPTEMBER 1995




Building: FEDERAL BUILDING

Address: 517 GOLD, ALBUQUERQUE, NEW MEXICC

Area

Area

Area

Asbestos Audit - NM00242Z

BUILDING INSPECTION SUMMARY SHEET

GSA Bldg. No. NMC0242Z

Date of Inspection: 09-13-95

llos
Homogeneous Area No. =/ Functional Space No. /
Category of ACM: __ Surfacing ____ Thermal System Insulation = \—" Miscellaneous
Type of Asbestos: " Chrysotile Amosite —_— Other_;
Percent Asbastos: -5
Amount of ACM: /S
Friable: Yes Z No
Material Assessment: \~___ No Damage _____Damaged Other
Reason for Damage: [L/&

Lo /
Homogenecus Area No. oy Functional Space No. /
Category of ACM: . Surfacing ____ Thermal System Insulation  __—Misceilaneous
Type of Asbestos: _\~""Chrysotile __ Amosite —_ _Cther_____
Percent Asbestos: 3-5%
Amount of ACM: /So
Friable: ____VYes _t—No
Material Assessment: __~"NoDamage _____Damaged Other
Reason for Damage: Vl/,/ A

Yoos

Homogeneous Area No. 2/ Functional Space No. /
Category of ACM: ___ Surfacing _____ Thermal System Insulation _E"Miscellanecus
Type of Asbestos: __YTChrysotile _____ Amosite ____Cther____
Percent Asbestos: 3-5%
Amount of ACM: /SD
Friable: __ Yes ‘_/ No
Material Assessment: __=NoDamage ____Damaged Other

Reason for Damage: I’L(/ A

-840

SEPTEMBER 1995




Building. FEDERAL BUILDING

Address: 517 GOLD, ALBUQUERQUE, NEW MEXICO

Area

Area

Area

LS iad bt ot o d £ IR A e S

BUILDING INSPECTION SUMMARY SHEET

Yo22

GSA 8idg. No. NM0024ZZ

Date of inspection: 09-13-95

Hermegeneous Area No. =/ Functonal Space No. /
Category of ACM: ___ Surfacing _____ Thermal System Insulation = — Misceilanecus
Type of Asbestos: L~~~ Chrysctile Amaosite —_ Other___';
Percent Asbestos: -5
Amount of ACM: /sD
Friable: ___Yss " No
Material Assessment. \—___ No Damage ____Damaged Other
Reascn for Damage: /L//A
o33
Hemogenegous Area No. =/ Functional Space No. /
Catsgory of ACM: . Surfacing _____ Thermal System Insulation  __—Miscsllaneocus
Type of Asbestos: _\""Chrysctile ___ Amosite - Cther____
Psrcent Ascestos: 3-S5
Amount cf ACM: 223D
Friable: —_Yes _—Nc
Material Assessment: __“"NoDamage ___Damaged Other

Aeascn for Damage: M/]/‘/‘?

oL,
Homaogenacus Area No. =2/ Functional Space No. /
Categery of ACM: ____Surfacing ____ Thermai System Insulation —_“~"Miscsllanscus
Type of Asbestes: Y Chrysatile _____ Amosits — _Cther_____
Psrcent Asbestos: 3-5h
Amount of ACM: 2 SO
Friable: ____Yes _“"No
Material Assessment:  ___“~"No Damage _____Damaged Other

Reason for Damage: _#L /[ A

F- &4l

SEPTEMBER 1995




Building: FEDERAL BUILDING

Address: 517 GOLD, ALBUQUERQUE, NEW MEXICO

Area

Area

Area

Asbestos Audit -7/\7/M0024ZZ

BUILDING INSPECTION SUMMARY SHEET

GSA Bldg. No. NM00242Z

Date of inspection: 09-13-95

S E
Homaogeneous Area No. X/ Functional Space No. /
Category of ACM: — Surfacing __ Thermal System Insulation =\ Misceilaneous
Type of Asbestos: L~ Chrysotile ___ Amosite —_— Other_;
Percent Asbestos: -5
Amount of ACM: /20
Friable: . Yes w No
Material Assessment: \~——__ No Damage Damaged Other
Reason for Damage: /?/,/4
Slof
Homogengous Area Ne. =2/ Functional Space No. Vd
Category of ACM: —.. Surfacing ____ Thermal System Insufation  __—Miscsllaneocus
Type of Asbestos: _\M"Chrysotile ____ Amosite — Other____
Percent Asbestos: 3-S5
Amount of ACM: 250
Friable: —_Yes _t—No
Material Assessment: __“"No Damage Damaged Cther
Reason for Damage: VI/,/ A
S
Homogenecus Area No. 2/ Functional Space No. /
Category of ACM: _____Surfacing ____ Thermal System Insulation ’_/ Miscellarecus
Type of Asbestos: _YTChrysotile ____ Amosite ___ Other____
Percent Asbestos: 3-5%
Amount of ACM: 200
Friable: . Yes __g\lo
Material Assessment: __~No Damage ____Damaged Other

Reason for Damage: /L'/A

F-P¥2

SEPTEMBER 1995




Building: FEDERAL BUILDING

Address: 517 GCLD, ALBUQUERQUE, NEW MEXICO

Area

Area

Area

BUILDING INSPECTION SUMMARY SHEET

GSA Bidg. No. NM00242Z

Date of Inspection: 09-13-95

S Lo
Homogeneous Area No. =/ Functional Space No. /
Categery of ACM: — _Surfacing ____ Thermal System Insulation " Miscellaneous
Type of Asbestcs: " Chrysotile Amosits —_ Orher____';
Percent Astestos: >S5
Amount of ACM: 200
Friable: ___Yes Z No
Material Assessment. \~___ Noc Damage ____Damaged Other
Reason for Damage: /l//A
S Ll
Homogenscus Area No. =2/ Functicnal Spacs Ne. /
Category of ACM: —__ Surfacing Tharmal System Insulation  __‘—Miscallanscus
Type of Asbestos: _\“"Chrysctila ____ Amosite —_Other ____
Percent Assestos: 3-5
Amount of ACM: =209
Friable: —__Yes _t—No
Material Assessment: __“"No Damage _ __Damaged Cther
Reascr for Damage: /’l// A
S0
Homogensous Area Ne. =2/ Functional Space No. z
Category of ACM: - Surfacing ___ Thermal System Insulation — _“~Miscellanecus
Tyece of Astsstos: _Y“Thrysotife _____ Amcsits ____ Other ____
Percant Asbestos: 3-5%
Amaunt of ACM: 2oQ
Friable: ___Yes _ﬂ\/o
Materiai Assassment: ___—No Damage Damaged COther

Reason for Damage: _) L ZA
T

F-P¥3

SEPTEMBER 1995




Asbestos Audit - NM0024ZZ

BUILDING INSPECTION SUMMARY SHEET

Building: FEDERAL BUILDING

Address: 517 GOLD, ALBUQUERQUE, NEW MEXICO

SHLA

GSA Bldg. No. NM00242Z

Date of Inspection: 09-13-95

Area
Homogeneous Area No. =/ Functional Space No. /
Category of ACM: __ Surfacing ____ Themmnal System Insulaticn  \—— Miscellaneous
Type of Asbestos: A~ Chrysotile ____ Amosite —_— Orher_;
Percent Asbestos: -5
Amount of ACM: 120
Friable: ____Yes v No
Material Assessment. \~—__ NoDamage ____Damaged Other
Reason for Damage: A/I/A-
Area Sl B
Homogeneous Area No. =2/ Functional Space Ne. /
Category of ACM: —__ Surfacing ____ Themmal System Insulation __t—Miscallaneous
Type of Asbestocs. _\~"Chrysotile __ Amosite _____OCther____
Percent Asbestos: 325
Amount of ACM: 220
Friable: ____Yes _t—No
Material Assessment: __*"NoDamage ____Damaged Other
Reason for Damage: Vl// A
Area S L o/ 4
Homogenecus Area No. =2/ Functional Space No. /
Category of ACM: Surfacing ____ Thermal System Insulation —_“~Miscellanecus
Type of Asbestos: __LThrysotile ____ Amosite ____Other____
Percent Asbestos: 3-5D
Armount of ACM: 200
Friable: _ Yes ____@Jo
Material Assessment: __~NoDamage ___Damaged Other

Reason for Damage: V\«,/A

y=y 24

SEPTEMBER 1995




BUILDING INSPECTION SUMMARY SHEET

Building: FEDERAL BUILDING

Area

Area

Area

Address: 517 GOLD, ALBUQUERQUE, NEW MEXICO

GRS

GSA Bidg. No. NM0024ZZ

Date of Inspection: 09-13-95

Hemogeneous Area No. 2/ Functional Space No. /
Categery af ACM: Surfacing ____ Thermal System Insulaticn L Miscgllanecus
Type of Asbesios: L~ Chrysotile ____ Amcsite R Other_;_;
Percent Asbestas: -5
Amount of ACM: =200
Friapie. . VYes ___Lé No
Material Assessment: \—___ No Damags Damaged Other
Reason for Damage: &/A
SX32
Hermogsneous Area No. =/ Functional Space No. /
Category of ACM: —_Surfacing ____ Thermal Systam insulation  __L—Miscsilaneous
Type of Astesios: _\—"Chrysctile __ Amocsita —__Cther_____
arcent Asbestos: 3-S5
Armcunt of ACM: =52
Friatls. __Yes _t—No
Material Assessment: __“"No Damage ____Camaged Cther
Aeascn for Damage: VI/,/ A
S/ 2R
Homagenesous Araa No. 2/ Functional Space No. /
Catagory of ACM: . Surfacing ___ Thermal System Insulation _Y“"Miscsiltaneous
Type cf Astestes: __Y—Thrysctile _____ Amosits ___ Cther___
Percent Asbestos: 3-5h
Amaunt cf ACM: AY)
Friatie: ____VYes _~“"No
Materiai Assessment: __=No Damage ___Damaged QOther

Reason for Damage: /1,/,4

SEPTEMBER 1995




Building: FEDERAL BUILDING

Address: 517 GOLD, ALBUQUERQUE, NEW MEXICO

Area

Area

Area

Asbestos Audit - NM0O024Z2Z

BUILDING INSPECTION SUMMARY SHEET

GSA Bidg. No. NM00242Z

Date of Inspection: 09-13-95

Sb<o
~Homogeneous Area No. =/ Functional Space No. /
Category of ACM: —_Surfacing ___ Thermal System Insulation ‘. Miscellaneous
Type of Asbestos. L~ Chrysctile ___ Amosite —_— Other_;
Percent Astestos: -5
Amount of ACM: & oo
Friable: ____Yes Z No
Material Assessment: \~—___NoDamage ____Damaged Other
Reason for Damage: A//A
S odo A
Homogeneous Area No. =2/ Functional Space No. /
Category of ACM: - Surfacing ____ Thermal System insulation ___t—Miscellaneous
Type of Asbestos: _\Y~"Chrysotile Amosite —__Cther___
Psrcent Astestos. 3-5%
Amount of ACM: 2SD
Friable: ___Yes _t—No
Material Assessment: __“"No Damage ____Damaged Cther
Reason for Damage: Vl/,/ A
L0404
Hormogensous Area No. 2/ Functional Space No. /
Category of ACM: ____ Surfacing _____ Thermal System Insulation _“"Miscellaneous
Type of Asbestos: __YChrysaotile _____ Amosite ___Cther_____
Percent Asbestos: 3-5h
Amount of ACM: 200
Friable: ____Yes _«No
Material Assessment: __“~No Damage ____Damaged Other

Reason for Damage: I’L'/ A

F- P

SEPTEMBER 1995




Builcing: FEDERAL BUILDING

Address: 517 GOLD, ALBUQUERQUE, NEW MEXICQO

Area

Area

Area

Ll e od & Aod £ EE FYT T W G § ol

BUILDING INSPECTION SUMMARY SHEET

GSA Bldg. No. NM0024ZZ

Dats of Inspection: 09-13-95

S
Homogeneous Area No. =/ Functonal Space No. /
Catagery of ACM: Surfacing ______ Themnal System Insulaticn " Misceilaneous
Type of Asbestcs: A~ Chrysotile ___ Amoéira R Orher__‘;
Percent Asbestos: >S5
Amecunt of ACM: S00
Friatie: ___Yes _% No
Material Assessment. " No Damage ____Damaged Other
Reascn for Damage: ﬁ«714
S022
Homogeneous Area Ne. =2/ Functional Space No. /
Catagory of ACM: — Surfacing Thermal System Insulaticn  __t—Miscellanecus
Type of Asbestos: _"Chrysctile ____ Amosite . Cther____
Parcent Asbestos: 3-S5 Yo
Amcunt cf ACM: Joo
Friable: ____Yes z No
Material Assessment: __“"Ne Damage ____[Damaged Other
Reason for Damage: /’l// A
SO A0
Homogeneous Area No. =2/ Functional Space No. /
Category of ACM: . Surtacing _____ Thermnal System Insulation __L_/ Miscellareous
Type of Asbestcs: _“Thrysctile ____ Amosite ____ Cther____
Psrcent Asbestos: 3-5%
Amcunt of ACM: /5D
Friable: . Yes _<~"No
Material Assessment: =T Oamage _____Camaged Other

Reascn for Damage: I’L,/ A

F-54F

SEPTEMBER 1995




Asbestos Audit - NM0024ZZ

BUILDING INSPECTION SUMMARY SHEET

Building: FEDERAL BUILDING GSA Bldg. No. NM0024ZZ ‘

Address. 517 GOLD, ALBUQUERQUE, NEW MEXICO Date of Inspection: 09-13-95

Area SD20A

Homogeneous Area No. =/ Functional Space No. /

Category of ACM: . Surfacing _ Themmnal System Insuiation  \.— Miscellanecus
Type of Asbestos: L~ Chrysotile ____ Amosite - Other_____"_
Percent Asbestes: -5

Amount of ACM: /20

Friable: Yes " No

Material Assessment: \~—__ NoDamage _____Damaged Other

Reason for Damage: /l////}
Area So020R

Homogenesous Area No. =2/ Functional Space No. /

Category of ACM: — Surfacing ____ Therrmal Systern Insulation _t_/Miscel/aneous

Type of Asbestos. _M"Chrysotile ____ Amosite ___ _Cther_____ ‘
Percent Asbestos: 35

Amount of ACM: /20

Friable: . Yes _t—No

Material Assessment: __“"NoDamage ____ Damaged Other

Reason for Damage: Vl/,/ A

Area So2p¢
Homogeneous Area No. 2/ Functional Space No. /
Category cf ACM: ___ Surfacing _____ Thermal System Insulation _L_/ Miscellaneous
Type of Asbestos: __YTChryscotile _____ Amosite __ _Cther____
Percent Asbestos: 3-5%
Amcunt of ACM: /SD
Friable: ____VYes _<—"No
Material Assessment: __“NoDamage ____Damaged Cther
Reason for Damage: l’L’/ A ‘

F-§48 SEPTEMBER 1995




Building: FEDERAL BUILDING

Address. 517 GOLD, ALBUQUERQUE, NEW MEXICO

Area

Area

Area

BUILDING INSPECTION SUMMARY SHEET

GSA Eldg. No. NM0024ZZ

Date of Inspection: 09-13-95

L0200 N
Hemagenecus Area No. =/ Functional Space No. /
Category of ACM: __ Surfacing _____ Thermnal System Insulaticn " Miscellaneous
Type of Astestos: X~ Chrysotile ____ Amosite — Other_____"_
Parcent Asbestos: -5
Amiount cf ACM: L2220
Friabie: ___VYes Z Nc
Material Assessment: \—__ No Damage _____Damaged Other
Reascn for Damage: /74///-7-

Sb20e

Homeogenecus Arsa No. =2/ Functonal Spacs No. Z
Catsgory of ACM: — Surfacing _____ Thermal System insulaticn  __\~Misceilanecus
Type of Astestos: _M"Chrysctile ____ Amosite - Other ____
Psrcent Asbestos: 3-5>
Amount G ACM: 220
Friabie: ___Yes _t—No
Malerial Assessment: __“"No Damage ____Lamaged Cther

Aeascn for Damages: /’7/,/ A

S0/&

Homogenecus Area Ne. =/ Funciicrnal Spacs Ne. z

Category of ACM: —__Surfacing ____ Thermal System Insulation —_“~"Miscellaneous
Tyce of Asbestos: __Y“Thrysatile ____ Amcsite ___Cther____
Percent Astestes: 3-5A

Amount of ACM: S00

Friabie: —___Yes «—No

Materiai Assessment: __=No Damage _____Damaged Cther

Reason for Damage: ﬂr/A

F- P47

SEPTEMBER 1995




Building. FEDERAL BUILDING

Address: 5§17 GOLD, ALBUQUERQUE, NEW MEXICO

Area

Area

Area

Asbestos Audit - NM00242Z

BUILDING INSPECTION SUMMARY SHEET

GSA Bidg. No. NMC024ZZ

Date of Inspecticn: 09-13-95

Sosel
Homogeneous Area No. =/ Functional Space No. /
Category of ACM: . Surfacing ____ Thermal System Insulation ‘" Miscellanecus
Type of Asbestcs: L~ Chrysotile ___ Amosits —_ Other__;
Parcent Asbestos. I-S
Amount of ACM; /8D
Friable: ____Yes  No
Material Assessment: \~__No Damage ____Damaged Qther
Reason for Damage: /?///4
S D/
Homegenecus Area No. =2/ Functional Spacs Ne. /
Category of ACM: — Surfacing ____ Themnal System Insulaticn  __t—Misceilanecus
Type of Asbestos: _\"Chrysotile ____ Amosite . Cther____
Psrcent Asbsstos: 3-S5 Yo
Amount of ACM: o200
Friable: ____Yes _—No
Material Assessment: __ “"NoDamage ____Damaged Other
Reason for Damage: Vl/l/ A
So/0
Homogeneous Area No. 2/ Functicnal Space No. /
Categery cf ACM: ____Surfacing __ Thermal System Insuiation __{ Miscellaneous
Type of Asbestas: __ L Thrysotile ____ Amosite ___ Other____
Percent Asbestos: 3-5h
Amount of ACM: /S®
Friabie: ____ Yes _ <~ No
Material Assessment: __‘/No Damage _____Damaged Other

Reason for Damage: /L'/ A

F-§50

SEPTEMBER 1995




haatmaiiadedi i i AR A S idd £V T W s {deam

BUILDING INSPECTION SUMMARY SHEET

Building: FEDERAL BUILDING GSA Bldg.~ Nc. NMC024ZZ
Address: 517 GOLD, ALBUQUERQUE, NEW MEXICO Date of Inspection: 09-13-95
Area Spod
Homeogenecus Arga No. X/ Functional Space Ne. /
Catagory of ACM: __Surfacing Thermal System Insulation L Miscellanecus
Type of Asbestas: L~ Chrysotile _____ Amosite — Orher____"_
Parcent Asbestos: -5
Amount of ACM: =290
Friabie: __ _Yss W~ No
Material Assessment: V= ___ NoDamage ____Damagsd Other
Reason for Damags: /b///i-
Area S oo
Homogenecus Area Ne. poyi Functional Space Ne. Z
Catagory of ACM: - Surfacing Thermal System Insufation  __Y—"Miscellaneous
Tyge of Asbestos: " Chrysotile ___ Amosits - Cther_____
Percent Asbestos: 3-S5 Y
Amount of ACM: 2200
Friable: - Yes _t—No
Matarial Assassment: __“"NecDamage ____ Damaged Cther
Reason for Damage: Vl/,/ A
Area S DO6
Homogeneous Arsa Ne. =2/ Funcional Scace No. /
Category of ACM: ___ Surfacing _____ Thermal System Insulaticn __Lstcellaneous
Type of Asbestcs: __Y—"Thrysatile ____ Amcsite ___ Cther____
Psarcent Asbestos: 3-5%
Amount of ACM: 2200
Friable: Yes _4\/0
Materiai Assessment: __=No Damage _____ Damaged Other

RAeason for Damage: /L,/A

55 SEPTEMBER 1995




Building: FEDERAL BUILDING

Address: 517 GOLD, ALBUQUERQUE, NEW MEXICO

Area

Area

Area

Asbestos Audit - NMO024Z7

BUILDING INSPECTION SUMMARY SHEET

GSA Bidg. No. NM00242Z .

Date of Inspection: 09-13-95

SO/
Homogeneous Area No. X/ Functional Space No. /
Category of ACM: __ Surfacing ____ Thermal System Insulation  \—— Miscellangous
Type of Asbestos: L~ Chrysotile Amoasita —_ Other_;
Percent Asbestos: -5
Amount of ACM: =200
Friable: —_VYes w7 No
Material Assessment. \~—__ No Damage ____Damaged Other
Reason for Damage: /'Z///A

Soo S
Homegeneous Area No. =2/ Functional Spacs No. /
Category of ACM: ___Surfacing ___ Thermnal Systemn Insulation  __Y—Miscellaneous
Type of Asbestos: _\“"Chrysotile Amosite —_ _Other_____ ‘
Percent Asbestos: 3-5
Amount of ACM: /S 2D
Friable: __ Yes _t—No
Material Assessment: _ “"No Damage ___Damaged Other
Reason for Damage: I’I/,/ A

SDo7

Homogeneous Area No. 2/ Functicnal Space No. /
Category of ACM: ___Surfacing _____ Thermal System Insulation _“"Miscellaneous
Type of Asbestos: __YThrysotile ____ Amosite ___ _Other_____
Percant Asbestos: 3-5%
Amount of ACM: L0
Friable: .. Yes ___/ No
Materiai Assessment: ___="No Damage Damaged Other

Reason for Damage: I’L/ A

- ¥SA

SEPTEMBER 1995




Building: FEDERAL BUILDING

ST T e e ST

BUILDING INSPECTION SUMMARY SHEET

GSA Bldg. No. NM0024ZZ

. Address; 517 GOLD, ALBUQUERQUE, NEW MEXICO Date of Inspecticn: 05-13-95
Area S0/.3
Hcmogenecous Area No. X/ Functional Spaca No. /
Catsgery of ACM. ____Surfacing _____ Thermal System Insulation = = Miscailanecus
Type of Asbestos: L~ Chrysctile _____ Amosite — Orher__;
Parcent Asbestcs: -5
Amount cf ACM: /8§D
Friable: —_VYes “ No
Matarial Assassment: \~~__ No Damage ____Darnaged COther

Area

Area

Reason for Damage: /?/,/4

So/5

Homogensous Arsa No. =2/ Functional Spacs No. /
Category of ACM: ___ Surfacing ____ Thermal Systam Insulaticn — ___—Miscellaneous
Type of Asbestos: _\"Chrysctile ____ Amosite . Cther____
Parcent Asbestos: 3-S5
Amount of ACM: /S0
Frniable: ___Yes _t—Nc
Matariai Assessment: __“"No Damage _____Damaged Other
Reascn for Damage: Vl// A

S/ 9
Homeogenecus Arsa No. =2/ Funcional Spacs No. /
Category of ACM: . Surfacing __ Thermal System Insulation _‘_/ Miscellaneous
Type of Asbestos: __YThrysctile ____ Amosita ___Cther____.
Parcent Asbestos: 3-5%%
Amount of ACM: / &
Friable. —_Yes ;/No
Material Assessment: __~No Damage ____Camaged Cther

Reason for Camage: /L,/A

F-953

SEPTEMBER 1995




Asbestos Audit - NM0024Z27

BUILDING INSPECTION SUMMARY SHEET

Building. FEDERAL BUILDING

Address: 517 GOLD, ALBUQUERQUE, NEW MEXICO

GSA Bldg. No. NM00242Z

Date of Inspection: 09-13-95

Area SPO23
Homogeneous Area No. =/ Functional Space No. /
Category of ACM: __ Surfacing ___ Themmal Systam Insulation = — Miscallaneous
Type of Asbestos: L~ Chrysotile ___ Amosite - Other____"_
Percent Asbestcs: -5
Amount of ACM: 440D
Friabie: ____Yes " No
Material Assessment. \~__ No Damage Damaged Other
Reason for Damage: /L,//-}
Area o/
Homogeneous Area No. =2/ Functional Space No. /
Category of ACM: Surfacing _____ Thermal System Insulation — __t—Misceilaneous
Type of Asbestos: _\"Chrysctile ____ Amosite ____Cther____
Pearcent Asbestos: 3-5
Amount of ACM: o200
fFriabie; ____Yes _t—No
Material Assessment: __~"No Damage ____Damaged Other
Reason for Damage: n/r/ A
Area 502/
Homogeneous Area No. 2/ Functional Space No. /
Category of ACM: __ Surfacing ____ Thermal System Insulation _Y“"Miscellaneous
Type of Asbestos: _ YThrysotile _____ Amosite ___Cther____
Parcent Asbestos: 3-5%
Amount of ACM: /s
Friable: Yes _~—No

Material Assessment: —No Damage Damaged

Reascn for Damage: }’L’/A

Other

F-F5Y

SEPTEMBER 1995




BUILDING INSPECTION SUMMARY SHEET

Building: FEDERAL BUILDING

Address: 517 GOLD, ALBUQUERQUE, NEW MEXICO

GSA 8ldg. No. NMC024ZZ

Date of inspecticn: 05-13-35

Area L0258
Hcmogeneous Area No. X/ Functicnal Space No. /
Catsgory of ACM: —Surfacing _____ Thermal Systam Insulation  \—" Misceilaneous
Tyre of Asbastcs: L~ Chrysotile ___Amosits —_— Other___;
Parcent Asbestos: -5
Ameunt of ACM: / §o
Friable: ____Yas W No
Material Assessment: \—__ No Damage _____Damaged QOther
RAeason for Damage: /?/[/4
Area G029
Hemegenaous Area No. =2/ Functicnal Space No. /
Catagory of ACM: —_ Surfacing Thermal System Insulaticn  __t—Miscellansous
Type of Asbestos: _"Chrysctile ____ Amosite ____Cther ___
Parcent Asbestas: 25
Amount of ACM: y2.2
Friabie. . Yes L—No
Material Assassment: __“"Ne¢ Damags —_Damaged Other
Reasan for Damage: VU/ A
Arsa 5\0 3 _3
Hemogansous Area No. 2/ Functional Space No. /
Categary of ACM: Surfacing _____ Thermal System Insulation 5Wsce/laneous
Type of Asbastos: __YChrysctile _____ Amcsits . Other____
Parcent Astestcs: 3-55%
Amount of ACM: /&2
Friable: ___VYes _<No
Material Assessment: ___=Tc Damage —_Damaged Cther

Reason for Damage: )4—/,4

F-755

SEPTEMBER 1995




Building: FEDERAL BUILDING

Address; 517 GOLD, ALBUQUERQUE, NEW MEXICO

Area

Area

Area

Asbestos Audit - NM00242Z

BUILDING INSPECTION SUMMARY SHEET

GSA Bldg. No. NMC024ZZ

Dateg of Inspection: 09-13-95

Sp33
Homogenesous Area No. =/ Functional Space No. /
Category of ACM: ____Surfacing _____ Thermnal System Insulation L Miscellaneous
Type of Asbasics:! L~ Chrysotile _____ Amosite —_— Orher___"
Percent Asbestos: -5
Amount of ACM: 150
Friable: ____Yes L No
Material Assessment: \~__ NoDamage ___Damaged Other
Reason for Damage: /l////z‘
SDOYL/
Homogeneous Area No. =2/ Functional Space No. /
Category of ACM: —_Surfacing ____ Thermal System Insulaticn  __L—Miscellaneous
Type of Asbestes: _"Chrysotila Amosita —__Cther ____
Percent Asbestos: -5 Ve
Amount of ACM: /o
Friable: ____Yes _t—No
Material Assessment: _ “"NoDamage _____Damaged Cther
Beason for Damage: /’l// A
SO LS
Hemogeneous Area No. 2/ Functional Space No. /
Category of ACM: ___Surfacing ____ Thermal System Insulation _E“"Miscellanecus
Type of Astestos: _YTChrysctile _____ Amosite ___ Cther____
Parcent Asbestos: 1—5-%
Amount of ACM: /fD
Friable: __ Yes ___‘-__/ No
Material Assessment: __“No Damage ____Damaged Other

Reason for Damage: /L'/ A

F-Fs5e

SEPTEMBER 1995




Building: FEDERAL BUILDING

Area

Area

Area

Address: 517 GOLD, ALBUQUERQUE, NEW MEXICO

T TWRE N N T

BUILDING INSPECTION SUMMARY SHEET

GSA 8idg. No.

NM00242Z

Date of Inspection: 09-13-95

/

SDLT
Homogeneaous Area No. A/ Functicnal Space No.
Catsgery of ACM: 0 Surfacing Thermal Systam Insulation
Tyce of Astestcs: _L— Chrysotile Amosite
Psrcent Asbestos: -5
Armount of ACM: / £0
Friable: Yas v No

Cther

L Miscellaneocus

Cther :

Material Assessment: \~—__ No Damage Damaged

Reason for Damage: /'7.// La

$o53

Materfal Assessment: “"No Damage Damaged Other

Homegenacus Area No. =2/ Functional Sgace No. /

Category of ACM: — Surfacing Thermal System Insulaticn  __t—Miscsllanecus
Type of Asbesics: _\~"Chrysctile _____ Amosits — _Cther_____
Percent Asbestos: 2-5

Amount of ACM: _;Q

Friacle: Yes _t—No

Reascn for Damags: M///?
S o53A

Homegensous Area No. 2/ Funclonal Sgacs No. /

Cateagory of ACM: Surfacing ____ Thermal System Insulation _"f Miscellanecus
Type of Astestos _Y—Thrysctile _____ Amcsite ____Other____
Percent Astestos: 3-5 7

Amount of ACM: /5O

Friable: __ Yes “—No

Material Assassment: __=To Damage — . Damaged Ciher

Reason for Damage: VL/ A

SEPTEMBER 1995




Building: FEDERAL BUILDING

Address: 517 GOLD, ALBUQUERQUE, NEW MEXICO

Area

Area

Area

Asbestos Audit - NM0024ZZ

BUILDING INSPECTION SUMMARY SHEET

GSA Bldg. No. NM0024ZZ

Date of Inspection: 09-13-95

5 203

Homogenecus Area No. =/ Functional Space Ne. z
Category of ACM: _____Surfacing ____ Thermal System Insulation = \—— Misceilaneous
Tvpe of Asbestos: " Chrysotile ____ Amosite —___Cther _
Percent Asbestos: -5
Amount of ACM: /&0
Friable: __ Yes v No
Material Assessment. \~—__ No Damage _____Damaged Cther
Reason for Damage: /2///4

S 3//
Homogenaous Area No. =2/ Functional Spacs No. /
Category of ACM: - Surfacing ___ Thermal System Insulation  __—Miscellanecus
Type of Asbestos: _\"Chrysotile Amosite __ _Cther____
Percent Asbestos: 3-5%
Amount of ACM: /& J
Friable: ___VYes _—No
Material Assessment: __“"NoDamage ____Damaged Other
Reason for Damage: VI/,/ A

SIS
Hormogenscus Area No. 2/ Functional Space No. /
Category of ACM: __Surfacing ____ Thermal System Insulaticn _Y“"Miscelianeous
Type of Asbestos. _ L—Thrysotile _____ Amosite ____Other ____
Percent Asbestos: 3-5%
Amount of ACM: /8D
Friable. ____Yes ___'-ﬁ\lo
Material Assessment: o Damage _____Damaged Cther

Reason for Damage: I’L,/ A

F-95%

SEPTEMBER 1995




il eI LU MediE T e Thede

BUILDING INSPECTION SUMMARY SHEET

GSA Bldg. No. NM00242Z

Building: FZDERAL BUILDING
Address: 517 GOLD, ALBUQUERQUE, NEW MEXICC Date of Inspection: 08-13-95
Area 5 3/7
Hemogeneous Area No. =/ Functonal Space No. /
Category of ACM: Surfacing _____ Thermal System Insulaticn " Misceilanecus
Type of Asbestos: L~ Chrysciila ____ Amosits - Orher__;
Parcent Asbestes: -5,
Amount of ACM: /80
Friable. ____Yes Z No
Material Assessment: \—__ No Damage _____Damaged Other
Reason for Damags: /L///Ar‘
Area 5‘91 S/
Hemogeneous Area Ne. poy Functicnal Space No. /
Catagory of ACM: Surfacing _____ Thermal System Insulation  __t~Miscsllanecus
Type cf Asbestcs:, _M"Chrysctile ____ Amosits ___ Cther_____
Fsreent Asbestcs: 3-S5V
Amount of ACM. / go
Friable. ___VYss _t—No
Material Assessment: __="NoDamags ____Damaged Cther
Reason for Damage: VI// A
Arsa 5% $[4[ Z
Homogeneous Area Ne. 2/ Functicnal Space No. /
Category of ACM: Surfacing ____ Thermal System Insulaticn — __~ Miscallanecus
Type of Asbestss: Y Thrysctile _____ Amosite __ Cthsr
Parcent Aszzsics: 5593
Armacunt of ACM: / S’ b
Friable: Yes «—No

Material Assessment: “~Ro Darags Carmagac

Reason for Damage: I’Lr/ A

SEPTEMBER 1995




Building: FEDERAL BUILDING

Address: 517 GOLD, ALBUQUERQUE, NEW MEXICO

Area

Area

Arez

Asbestos Audit - NM0024ZZ

BUILDING INSPECTION SUMMARY SHEET

GSA Bldg. No. NM00242Z

Date of Inspection: 09-13-95

CX714y
Homogeneous Area No. X/ Functicnal Space No. /
Category of ACM. —__Surfacing ___ Thermal System Insulation  — Miscellansous
Type of Asbestos: L~ Chrysotile Amosits —_ Other____'_
Percent Asbestos: -5
Amount of ACM: /20
Friable: . VYes L~ No
Material Assessment: \~— ___ No Damage Darmaged Other
Reason for Damage: /L//A

S$¥3R9

Homogensgous Area No. poyi Functional Space No. /
Category of ACM: —__ Surfacing ____ Thermal System Insulation  __t—Miscellaneous
Type of Asbestos! _\—"Chrysoctile Amoasite _____Other____
Percent Asbestos: 3-5 %
Amount of ACM: =200
Friable: ___Yes _—No
Material Assessment: _ “"NoDamage ____Damaged Other
Reason for Damage: VI/I/ A

S¥ESF
Homogenecus Area No. 2/ Functional Space No. /
Categery of ACM! ___ Surfacing ____ Thermal System Insulation — _“~""Miscellaneous
Type of Asbestos: __YTChrysctile _____ Amosite ___ _Cther____
Fercent Asbestos: 3-5%%
Armount of ACM: 2SO
Friable: ____Yes _*-_4/0
Material Assessment: ___=TNoDamage ____Damaged Cther

Reason for Damage: I’L’/ A

F-8¢0

SEPTEMBER 1995




Building: FEDERAL BUILDING

Address; 517 GOLD, ALBUQUERQUE, NEW MEXICO

& VNt T T

BUILDING INSPECTION SUMMARY SHEET

GSA Bldg. No. NM00242Z

Dats of Inspection: 08-13-85

Area Sl 3
Hcmogenecus Area No. X/ Functonal Space No. /
Catsgory of ACM: __ Surfacing _____ Thermal System Insulation  \— Miscsllanecus
Type of Asbestos: L~ Chrysotile _____ Amosite . Other__';
Percant Astestos: -5
Amount of ACM: EAY~)
Friaole: —_VYes " No
Material Assessment: \——__ No Damage ____Damaged Other
Asascon for Damage: [l////-l
Area S-U‘/_? A
Hcmogeneous Area No. =2/ Functional Spacs No. /
Catagory of ACM: . Surfacing Thermal System Insulation  __t—Miscellaneous
Type of Asbastos: " Chrysctile ____ Amosite __ OCther____
Parcent Asbestos: 35
Amcunt of ACM: /S
Friable: - Yss —Nc
Matarial Assessment: _“"NoDamage ____Lamaged Cther
Reascon for Damags: 77/7/ A
Arsa S5 ¢,3 S
Hemogenecus Area No. =2/ Functicnal Sgace No. /
Category of ACM: . Surfacing ____ Thermnal System Insulation __’f Miscellanecus
Type of Askestos: _YTChrysctile ____ Amosite . Cther____
Percent Asbestos: 3-5%
Amcunt of ACM: / 5o
Friakle: ____Yes _“"No
Materiai Assessment: __ =To Damags —_Damaged Other
Reason for Damage: I’L/A

SEPTEMBER 1995

F-86/




Building: FEDERAL BUILDING

Address: 517 GOLD, ALBUQUERQUE, NEW MEXICO

Area

Area

Area

Asbestos Audit - NMQ024Z2Z

BUILDING INSPECTION SUMMARY SHEET

GSA Bldg. No. NM0024ZZ

Date of Inspection: 09-13-95

S¢3/

Homogeneous Area No. =/ Functional Space No. /
Category of ACM: —_Surfacing ____ Thermmal System Insulation = L Misceilanecus
Type of Asbestos: " Chrysotile __ Amosite - Other_;
Percent Asbestos: =S
Amount of ACM: /&0
Friable: —___Yes v No
Material Assessment. \~—__ No Damage ____Damaged Other
Reason for Damage: /L/A

SH23R
Homogeneous Area No. =2/ Functional Space No. __/
Categery of ACM. . Surfacing ____ Thermal System Insulation  __—Miscellaneous
Type of Asbestos: _"Chrysotile Amosite ____Other____
Percent Asbestos: 3-S5 Yo
Amount of ACM: / fFo
Friatle: ___Yes _t—No
Material Assessment: __“"NolDamage _____Damaged Other
Reason for Damage: VI// A

SYag
Homogenecus Arga No. 2/ Functional Spacs No. /
Category of ACM: . Surfacing __ Thermmal System Insulation __"f\/ﬁscellaneous
Type of Asbestcs: Y Thrysatile ______ Amosite ___ OCther_____
Percent Asbestos: ?—3—%
Amount of ACM: $oo
Friatle. ___ VYes _<No
Material Assessment: __=To Damage _____Damaged COther

Reascn for Damags: I’L/A

T

F._?Z;L—

SEPTEMBER 1995




Building. FEDERAL BUILDING

Address: 517 GOLD, ALBUCQUERQUE, NEW MEXICO

Area

Area

Area

MaJOSLOS AULIL = IVIVIVUL Y44

BUILDING INSPECTION SUMMARY SHEET

GSA Bldg. No. NM00242Z

Date of Inspection: 09-13-95

SHUL25A
Hemogenecus Area Na. X/ Funcional Space No. /
Catsgory of ACM: ____Surfacing ____ Thermal Systam Insulation L Miscellaneous
Type of Asbestos: " Chrysctile _____ Amosite —_— Other___“
Psrcant Asbestos: I-S7
Amount of ACM: />0
Friable: —Yes l Ne
Material Assessment: " _ NoDamags ____ Darnaged Other

Reascn for Damage: /Z///A

S25A3

/

Hemogeneous Araa No. =2/ Functicnal Spacs Ne.
Catagory of ACM: . Surfacing ____ Thermal System insulaticn
Tyce of Asbestos: " Chrysctile ____ Amosite

Parcent Asbestos: 335

Armount of ACM: /20

Friable: ____Yes _t—No

Matsrial Assessment: __“"NoDamags ____Damacsd Other

L-Miscellanecus

Other

Reascn for Damage. M/I/ A

S U252
Homogenscus Area No. 2/ Functicnal Space No. /
Category of ACM: - Surfacing ___ Thermal System Insulation _“"Miscellansous
Type of Asbestos: _ Y TChrysctile ____ Amcsite ___ _Cther____
Psrcent Asbestos. 3=5 VZ
Amcunt of ACM: [ D
Friatle. —_Yes _<~"No
Matzrlai Assessment: __=TNg Damage ___Damaged Cther

Reason for Damage: n/A

F- &3

SEPTEMBER 1995




Asbestos Audit - NM0024ZZ

BUILDING INSPECTION SUMMARY SHEET

Building. FEDERAL BUILDING

Address: 517 GOLD, ALBUQUERQUE, NEW MEXICO

Area

Area

Area

GSA Eldg. No. NMG024ZZ

Date of Inspection: 09-13-95

LY 3
Homogeneous Area No. X/ Functional Space No. /
Category of ACM: ____Surfacing ____ Thermal System Insulation  \— Miscellaneous
Type of Asbestos: L~ Chrysactile Amosite _— Orher___;
Percent Asbestos: -5
Amount of ACM: 25D
Friable: —__VYes l No
Material Assessment: \~____No Damage ____Damaged Other
Reason for Damage. [?////-}
S Y17
Homogeneous Area No. =2/ Functional Space No. /
Category of ACM: . Surfacing  ____ Thermal System Insulation  __\~Miscellaneous
Type of Asbestos; _>""Chrysotile ____ Amosite ___Other_____
Percent Asbestos: 3-5%
Amount of ACM: /&0
Friable: _____Yes _t—No
Material Assessment: _~"No Damage _____Damaged Other
Reason for Damage: /’l// A
LY 2
Homogeneous Area No. 2/ Functional Space No. Z
Category of ACM: __Surfacing ____ Thermal System Insulation _V Miscellaneous
Type of Asbesics: __YThrysctilte _____ Amasite __ Other____
Percent Asbestos: 3-5h
Amount of ACM: /2o
Friable: ____ Yes _<No
Material Assessment: __“NoDamage ___Damaged Cther

Reason for Damage: I’L'/ A

F-5¢

SEPTEMBER 1995




Asbestos Audit - NMUUL4LL

BUILDING INSPECTION SUMMARY SHEET

Building: FEDERAL BUILDING

Address: 517 GCOLD, ALBUQUERQUE, NEW MEXICO

Area Su/ 5

GSA Bldg. No. NM0024ZZ

Dats of Inspection: 09-13-§5

Hcmogeneous Area No. =/ Functional Space Nc. /
Catagery of ACM: — Surfacing Thermal System Insulation " Miscellanecus
Type of Asbesios: " Chrysotile ____ Amosita - Omer__;
Fercent Asbestos: -5
Amount of ACM; =200
Friagis. ____Yes _% No
Material Assassment: \~—__ No Damage _____Damaged Cther
Reason for Damage: /?J,/A‘—
Area Sy
Hemogeneous Araa No. =2/ Functional Space Ne. /
Catagory of ACM: Surfacing ____ Thermal System Insulaticn  __\—Miscsilanecus
Tyoe of Asbestcs: " Chrysotile Amcsite ____Cther____
Psrcant Asbestos: 3-S5
Amcunt of ACM: =200
Friable: . Yes _t—No
Material Assassment: __“"No Damage —_Damaged Cther

Reason for Damage: n// A
Area \5_7'/0 ;

Homegenecus Area No. 2/ Functicnal Space No. /

Catagory of ACM: Surfacing Thermai System Insulaticn _“~Miscellaneous
Type of Asbestos: _YTChrysatile Amcsite ___Cther_____
Percant Astestos: 3-5%h

Amouarcl ATM / o

Friacle. _Yes <~ No

vizterial Assessment:  ___“"Nc Damage ___ Camaged Cther

Reason for Damage: /L/ A

F-5¢5

SEPTEMBER 1995




Asbestos Audit - NM0(0242Z

BUILDING INSPECTION SUMMARY SHEET

Building: FEDERAL BUILDING

Address: 517 GOLD, ALBUQUERQUE, NEW MEXICO

GSA Bidg. No. NM00242Z

Date of Inspection: 09-13-95

Area S Yo
Homogeneous Area No. =/ Functional Space No. /
Category of ACM: ___ Surfacing _____ Themnal System Insulation  \ Miscellanecus
Type of Asbestos: L~ Chrysotile __ Amosite —_— Other_;
Parcent Asbestos: -5
Amount of ACM: /&0
Friable: __ _Yes " No
Material Assessment: ‘\~"__ No Damage ____Damaged Other
Reascn for Damage: /l////)—
Area 51/ 4/
Homegenecus Area No. poyi Functional Space No. 7
Category of ACM: Surfacing ____ Thermal System Insulation  _4~Miscsllaneous
Type of Astestos: _\M""Chrysotile Amosite . Cther____
Percent Asbestos: 3-S5
Amount of ACM: oo
Friable: ____Yes _—No
Material Assessment: __~"NoDamage ____Damaged Other
Reason for Damage: Vl/,/ A
Area SLLS
Homogeneous Area No. 2/ Functional Space No. >
Catsgory of ACM: _____ Surfacing Thermal System Insulation —_~"Miscellanecus
Type of Asbestos: _Y"Thrysotilie ____ Amosite __ _Otner____
Parcent Asbestos: 3-59%
Amount of ACM: L0
Friable: _____Yes _<~"No
Material Assessmant: ___—No Damage __Damaged Cther

Reason for Damage: I’L/A

F —Fée

SEPTEMBER 1995




Building: FEDERAL BUILDING

Address: 517 GOLD, ALBUQUERQUE, NEW MEXICO

Area

Area

Area

Asbestos Audit - NMUOLILL

BUILDING INSPECTION SUMMARY SHEET

GSA Eldg. No. NM0024ZZ

Date of Inspection; 09-13-95

=

S2/8A
Hcmaogeneous Area No. X/ Functcnal Space No.
Categery of ACM: Surfacing Thermal System Insulaticn

Type of Asbestos: L~ Chrysclile Amosite

— Misceilanecus

Cther '

Percent Asbestes: -5
Amount of ACM: /2O
Friable: ____Yes 7 No
Material Assessment: " No Darmage ____Damaged Cther
Reason for Damage: [l///A
Soto &
Homeogensaous Araa No. =2/ Functional Space No. o2
Catagery of ACM: Surfacing _____ Thermal Systam Insulation  __L~Miscsllanecus
Tyoe of Asbestcs. _M"Chrysctile ____ Amcsite - _Other____
Percent Asbestos: 32-5 %
Amount of ACM: /25
Fracle: —__VYes L—Nc
Material Assessment: _“"Nc Damage ____Damaged Cther

Aeascn for Damage. VI/I/ A

S P

Homogenecus Area No. 2/ Functional Spaca Ne. 2

Category of ACM: __ Surfacing Thermal System Insulation ___’{ Miscellaneous
Tyre of Asbestos: _Y"Chrysctite _____ Amaosits ___ Cther___
Percent Asbestos: 3~

Amount of ACM: s>

Friable: ___Yes ___‘4\10

Matarial Assassment: __—To Darmage ___Damagsd Cther

Reason for Damage: /L,/A

F-FtF

SEPTEMBER 1995




Asbestos Audit - NM00242Z

BUILDING INSPECTION SUMMARY SHEET

Building: FEDERAL BUILDING

Address: 517 GOLD, ALBUQUERQUE, NEW MEXICQO

GSA Bldg. No. NM00242Z

Date of Inspection: 09-13-65

Area X724 (
Homogeneous Area No. X/ Functional Space No. S
Category of ACM: —Surfacing ___ Thermal System Insulatiocn  \— Miscellanecus
Type of Asbestos: =" Chrysotile ____ Amosits _ Other____f_
Percsnt Asbestos: I-5%
Amount of ACM: /00
Friable. _Yes % No
Material Assessment. \~___ NoDamage _____Damaged COther
Reascn for Damage: /?//4

Area__ S O3/
Homogenecus Area No. 2/ Functional Space No. 7
Category of ACM: — Surfacing ____ Thermal Systemn Insulaticn  __t—Miscellanecus
Type of Asbestos: _\~"Chrysotile —___ Amoasits _____Cther_____
Percent Asbestos: 3-5%
Amount of ACM: ;15—0
Friable: —__Yes _t—No
Material Assessment: __“"NoDamage ____Damaged Cther
Reason for Damage: Vl// A

Arsa é‘QZL/?
Homogeneous Area No. 2/ Functional Space Na. Z
Category of ACM: —_ Surfacing ___ Thermal System Insulation _“"Miscellaneous
Type of Asbestos: __YThrysotile ___ Amosite ___ Other____
Percent Asbestos: 3-5 P
Amount of ACM: e
Friable: ____VYes _<“No
Material Assessment: ___NoDamage ___Damaged Other

Reason for Damage: /L/A

F-§ex

SEPTEMBER 1995




Building: FEDERAL BUILDING

Area

Area

Arsa

S>3

MILTIUo AL

BUILDING INSPECTION SUMMARY SHEET

Address: 517 GCLD, ALBUQUERQUE, NEW MEXICO

TV VG Ta

GSA Bldg. No. NM00242Z

Date of inspection: 09-13-95

Homogeneaus Area No. X/ Funcional Space No. /0
Catagory of ACM: o Surfacing Themnal System Insulaticn L Miscellanecus
Type of Astestos: L~ Chrysctile ____. Amcéife —_— Other;
Psrcent Asbestas: -5
Amount of ACM: /00
Friable: —__Yes " No
Material Assessment. \~___ No Damage ______Darmaged Cther
Reascn for Damage: /Z/,//-l

SLLSA
Homaogenaous Area No. =2/ Functional Space No. /F
Catagory of ACM: Surfacing ____ Themmal System insulaticn  __\—Miscellanecus
Type of Asbestcs: _\—"Chrysctile ____ Amosits —_Cther
Parcant Astestos: 3-S5
Amount of ACM: /20
Friable: —_Yes e Nc
Matsrial Assessment:  __“" Nc Damage ____ Damaged Other
Reasor for Damags: M// i

L L2S

Homogenecus Area No. 2/ Functional Space Ne. /0
Category of ACM: ____Surfacing ___ Thermal System Insulation —_“~Miscellanecus
Type of Asbestes: _Y—Thrysctile ____ Amgzsits . Cther______
Percent Asbestos: 3-5%
Amcunt of ACM: Fo
Frizble: _____Yeas —Ne
Material Assessment:  ___“"No Damage ___Damaged Other
Reason for Damage: /L,/ A

F-g6 ?

SEPTEMBER 1995




Building: FEDERAL BUILDING

Address: 517 GOLD, ALBUQUERQUE, NEW MEXICO

Area

Area

Area

Asbestos Audit - NM00242Z

BUILDING INSPECTION SUMMARY SHEET

GSA Bldg. No. NM00242Z

Date of Inspection: 09-13-95

AV
Homogeneous Area No. XK/ Functional Space No. L0
Category of ACM: ___ Surfacing ____ Thermal System Insulaticn  t— Miscellaneous
Type of Asbestos: A~ Chrysoiile ___ Amosils - Other;
Percent Asbestos: -5
Amount of ACM: ?0
Friable: ____Yes Z No
Material Assessment: \~— _No Damage ____Damaged Cther
Reason for Damage: /Z/I/A
£ 202
Homogeneous Area No. =2/ Functional Space No. +
Category of ACM: o Surfacing _____ Thermal System Insulation  __Y—Miscellansous
Type of Asbestos: _"Chrysotile Amosite _____Other____
Percent Asbestos: 3-5%
Amount of ACM: /000
Friable. __ _Yes _t—No
Material Assessment: __“"No Damage ____Damaged Other
Reason for Damage: VDL A
L 020
Homogeneous Area No. 2/ Functional Space No. 7
Category of ACM: . Surfacing _____ Thermal System Insulation _E"Miscellaneous
Type of Asbestos: _ L~"Chrysotile ____ Amosite . _Cther___
Farcent Asbestos: 3-5 o
Amount of ACM: C/J@
Friable: __ Yes _g\lo
Material Assessment: __+~To Damage _____Damaged Cther

Reason for Damage: /1;/ A

SEPTEMBER 1995




Building:

Address:

BUILDING INSPECTION SUMMARY SHEET

FEDERAL BUILDING

517 GCLD, ALBUQUERQUE, NEW MEXICO

o224

ASDeslos AUGIL = INMUU L YLl

GSA Bldg. No. NM00242Z

Data cf Inspection: 09-13-95

Area

Aresa

=/

Functonal Space No.

=2

Homogeneous Area No.

Category of ACM: — . Surfacing ____ Thermal Systerm Insulation
Type of Asbestos: L~ Chrysatile Amosite

Percent Asbestcs: -5,

Amount of ACM: /SD

Friasle: ____Yes e No

Materiai Assessment: \=____ No Darnags Damagad Cther

L~ Misczllaneous

Qther )

Reasan for Damage: [L//A

Area

/

LoD 3P
Homogeneous Area No. =2/ Functional Spacs No.
Catagory of ACM: — Surfacing Thermal System Insulation
Type of Astasios: _\M"Chrysctile ____ Amosite
Parcant Assestos: 3-S5
Amcunt of ACM: /SO
Friatle: ____Yes _t—No

Materiai Assessmant: “"No Damags Damaged Cther

L~Miscsilaneous

Cther

Reason for Damage: Vl/r/ A

L oDS
Homogenecus Area No. =/ Functicnal Space Ne. /
Category of ACM: __ Surfacing _____ Thermal System Insulation _L{ Miscellanecus
Tyra of Ashbestos: Y Chrysctile _____ Amcsits . Other ____
Percent Asbestos: 3-5%
Amount of ACM: /50
Friacle: . VYss —No
Matarial Assessment: __=TNoDamage _____ Damagad Cthar

Reason for Damage: _¥L / A

F =93

SEPTEMBER 1995




Building: FEDERAL BUILDING

Address.: 517 GOLD, ALBUQUERQUE, NEW MEXICCO

Area

Area

Area

Asbestos Audit - NM0O024Z7

BUILDING INSPECTION SUMMARY SHEET

Lo29

GSA Bldg. No. NM00242Z

Date of Inspection: 09-13-95

/

L Miscellanecus

Other )

Homogenecous Area No. X/ Functional Space No.
Category of ACM: ___ Surfacing ____ Thermal System Insulation
Tyee of Asbestos. L~ Chrysotile ____ Amosite

Percent Asbestos: -5

Amount of ACM: /50

Friable: ___Yes - W No

Material Assessment: \~—___No Damage ____Damaged Other

Reason for Damage: /b// A

o3/
Homogeneous Area No. =2/ Functonal Space No. /
Category of ACM: ____ Surfacing _____ Thermal System Insulation  __\~Miscellanecus
Type of Asbestcs: _\—"Chrysotile Amosite ___ Other_____
Percent Asbestcs: 2-5%
Amount of ACM: /SO
Friable: ___ Yes _t—No
Material Assessment: __“"No Damage ____Damaged Other

Reason for Damage: Vl/'/ A

Lo 33
Homogeneous Area No. Py Functional Space No. /
Category of ACM: ___ Surfacing _____ Thermal System Insulation _“"Miscellanecus
Type of Asbasics: __=lhrysciiie  ____ Amiosils . Other____
Percent Asbestos: 3-5%
Amount of ACM: /80
Frable: __ Yes _ﬂo
Material Assessment: __=No Damage ____Damaged Other

Reason for Damage: /L/ A

F- 872

SEPTEMBER 1995




Asbestos AuQitl - NMUULILL

BUILDING INSPECTION SUMMARY SHEET

Building: FEDERAL BUILDING

Address: 517 GOLD, ALBUQUERQUE, NEW MEXICO

GSA Bldg. No. NM0024ZZ

Date of Inspection: 09-13-95

Area L0397
Homaogeneous Area Ne. =/ Functional Spacs No. /
Catagory of ACM: ___ Surfacing ____ Tharmal System Insulation " Miscsllaneous
Tyoe of Asbestos: L~ Chrysctile _____ Amasits —_ Other____';
Parcent Asbestos: -5
Amount of ACM: oo
Friable: ____VYes " No
Material Assessment: \~~__ NoDamage _____Damagesd Cther
Reasan for Damage: /’u//A
Area o33
Homogenecus Area No. poyi Functional Spacs No. /
Category of ACM: —_ Surfacing __ Thermal System Insulation  __t—Miscsllaneous
Type of Asbestos: _\M"Chrysctite ___ Amgsits __ COther_____
Parcant Asbestos: 3-S5
Amount of ACM. / g ()
Friabls: ____Yes _t—No
Material Assessment: __“"NoDamage _.___Damaged Other
Reasor for Damage: Vl// A
Area e 9/ /
Hormogeneous Area No. 2/ Funcicnal Scace No. /
Category of ACM: ____Surfacing Thermal System Insulation —_“~Miscellanecus
Tspe of Astestes: Y TChrysatile ___ Amcsite —_Cther ____
Parcent Asbestos: 3-5%
Amgcunt of ACM: /50
Friable: __Yes _~—No
Materiai Assessment:  ___~"No Damage ____Damaged Other

Reason for Damage: /A
T

873

SEPTEMBER 1995




Building: FEDERAL BUILDING

Address: 517 GOLD, ALBUQUERQUE, NEW MEXICO

Area

Area

Area

Asbestos Audit - NM0024ZZ

BUILDING INSPECTION SUMMARY SHEET

GSA Bldg. No. NM0024ZZ

Date of inspection: 09-13-95

LoLS

Homegeneous Area No. =/ Functional Space No. /
Category of ACM: — Surfacing ____ Thermal System Insulation " Miscelianecus
Type of Asbestos: A~ Chrysotile ____ Amosits - Orher____:_
Percent Asbastos: -5
Amount of ACM: / f 0
Friable: ___VYes v No
Material Assessment: \“—__ No Damage _____Damaged Other
Reascn for Damage: /l////r‘

Los 3
Homogeneous Area No. =2/ Functional Space No. /
Category of ACM: Surfacing ____ Therrnal System Insulation  __L~Miscellaneous
Type of Asbestos: " Chrysotile _____ Amosite — Cther_____
Percent Asbestcs: 3-S5
Amount of ACM: Loo
Friable. . Yes _t—No
Material Assessment: %" No Damage ____Damaged Other
Reason for Damage: VI/I/ A

L 203
Hemegenecus Area No. 2/ Functicnal Space No. /

gl - o _=Miscsllzanecus
Type of Asbestos: _YThrysotile ____ Amcsite _____Other____
Percent Asbestos: 3-5T
Amount of ACM: =52
Friable: _____Yes " No
Material Assessmant:  __ “Nn Damage ___ Damaged Cther

Reascn for Damage: /L'/ A

F-83

SEPTEMBER 1995




Building: FEDERAL BUILDING

Addrass: 517 GOLD, ALBUQUERQUE, NEW MEXICO

Area

Area

Area

ASDestos AUUIL = INVMIVUCTLL

BUILDING INSPECTION SUMMARY SHEET

GSA 8ldg. No. NMC024ZZ

Date of Inspection: 09-13-G5

/[, 3¢
Homogenecus Area No. 2/ Functonal Space No. /
Category of ACM: ___ Surfacing ____ Thermnal Systam Insulaticn  b” Miscsilarneous
Type of Asbestcs: L~ Chrysotile ____ Amcsite — Other____"_
Percent Astestas: -5
Amount of ACM: 2 S0
Friable: . Yes v Ne
Material Assessment: \w— __ No Damage ____Damagec Cther

Reascn for Damags: [1///4

& 3 F

Hemagenecus Arsa No. =2/ Functienal Space Ne. /
Catagory of ACM: — . Surfacing ____ Thermal System insulaticn  __t—Miscellanecus
Type of Asbastos: _\M"Chrysctile _____ Amosite ___Cther____
Parcant Asbestos: 3-5%
Amount cf ACM: 6 oo
Friable: ____Yes _—No
Material Assassment: __“"No Damage ___Damaged Cther
Reason for Damage: /’l// A

b o/¥
Homogenecus Area No. =2/ Functional Space No. /
Categery of ACM: . Surfacing ____ Thermal System Insulaticn — _~ Miscsllaneous
Type of Astsestos: Y Carysctile ____ Amcsita ____Cther____
Percant Astestos: 3-5%
Amount of ACM:; VA gFo
Friatla: ___Yes ___‘{ No
Material Assessment: __ =T Damage —Damaged Cther

Reascn for Damage: /L/A
L4

F-P7s

SEPTEMBER 1995




Building. FEDERAL BUILDING

Address: 517 GOLD, ALBUQUERQUE, NEW MEXICO

Area

Area

Area

Asbestos Audit - NM0024ZZ

BUILDING INSPECTION SUMMARY SHEET

GSA Bldg. No. NM0024ZZ

Date of Inspection: 09-13-95

Co/l
Homogeneous Area No. =/ Functional Space No. /
Catagory of ACM: —.. Surfacing ____ Thermal System Insulation = \—— Miscellanecus
Type of Asbestos. " Chrysotile Amosite —_— Other;
Parcent Asbestos: -5
Amount of ACM: /80
Friabie: - Yes 7 No
Material Assessment: \~___ NoDamage ____Damaged Other

Reascn for Damage: /L//A

bosdd

Homogeneous Area No. =2/ Functional Space No. /
Catagory of ACM: Surfacing ____ Thermal System Insulation  ___\—~Miscellaneous
Type of Asbestos: =" Chrysctile Amosite —_Cther_____
Percent Asbestos: 3-5Y
Amount of ACM: /50
Friable: __Yes _t—No
Material Assassment: _“"NoDamage ___Damaged Cther
Reason for Damage: "/l/,/ A
bo/l0
Homogenesous Area No. 2/ Functional Space No. /
Categery of ACM: _____Surfacing ___ Thermal System Insulation ‘_/ Miscellaneous
Type of Asbestos: __YChrysotile ____ Amosite . Cther ____
Faroant Agbestos: 3-5 %
Amount of ACM: /570
Friable: __ Yes _g\/o
Material Assessment:  ___“"No Damage ___Damaged Other

Reason for Damage: I’L’/A

F—%%¢

SEPTEMBER 1995




MalColla ML 1 VTITIVV L Tade

BUILDING INSPECTION SUMMARY SHEET.

GSA Bldg. No. NM0024ZZ

Building: FEDERAL BUILDING
Addrass: 517 GOLD, ALBUQUERQUE, NEW MEXICQO Date of Inspection: 09-13-35
Area L0006k
Hermegeneaous Area No. =/ Functional Space Ne. /
Category of ACM: ___Surfacing ____ Thermal System Insulation ‘. Miscellanecus
Type of Asbsstos: " Chrysotile _ Amosite . Cther -
Fercant Asbastas: -5
Amaunt of ACM: /&0
Friatle: _ Yss l No
Material Assessment: =~ No Damage Damaged Other
Reason for Damage: /b///—}
Area Loo
Homaogensous Araa No. 2/ Functiornal Spacs No. /
Category of ACM: — Surfacing ___ Themal System Insulaticn  __t—Miscsllaneous
Type of Asbestzs: Y Chrysctile ____ Amosita —__ Other
Percent Astestos: 35
Amaunt of ACM: /50
Friabile: ____Yes _t—No
Material Asssssment: __“"Ne¢ Damags _____[Damaged Cther
Aeascon for Damage: /I// A
Area é oo/
Hormogensaous Area No. 2/ Functicnal Space No. /
Category cf ACM: . Surfazcing ___ Thermal System insulaticn __%w‘scellaneaus
Type of Asbestos: __YThrysotife _____ Amosite ____Cther____
Parcant Asbastos: 3-5Th
Amecunt of ACM: /?D
Friable: —__Yes ___‘4\10
Material Assessment: ___“No Damage ____Darmaged Cther

Reason for Damage: /L/A

P23 SEPTEMBER 1995



Building: FEDERAL BUILDING

Address: 517 GOLD, ALBUQUERQUE, NEW MEXICQO

Area

Area

Area

Asbestos Audit - NM0024Z2Z

BUILDING INSPECTION SUMMARY SHEET

GSA Bldg. No. NM0024ZZ

Date of Inspection: 05-13-95

6 ooS

Homogeneous Area No. X/ Functional Space No. /
Category of ACM: __Surfacing ___ Thermal Systam Insulation = \—— Miscellanecus
Type of Asbestos: " Chrysotile Amosite _— Orher___;
Percent Asbestos: -5
Amount of ACM: /50
Friable: ___Yes __\4 No
Material Assessment: \~—___ No Damage ____ Darmaged Other
Reason for Damage: /2/7/4

L0009
Homogenecus Area No. =2/ Functional Space Neo. /
Category of ACM: ___Surfacing ____ Thermal System Insulation  __Y—Miscellaneous
Type of Asbestos: _\M""Chrysotile ____ Amosite __ Other____
Percent Asbestos: -5
Amount of ACM: /80
Friable: ___Yes _t—No
Material Assessment: _“"No Damage _____Damaged Other

Reason for Damage: VI/,/ A

bo/3
Homogeneous Area No. =2/ Functicnal Space No. /
Catagory of ACM: ____ Surfacing _____ Thermal Systam Insulation L/ Miscellaneous
Type of Asbestos: __YTChrysotile _____ Amosite —__Other____
Percent Asbestos: 3-5h
Amount of ACM: /50
Friable: ____Yes ;/No
Materiai Assessment: __+~NoDamage ____Damaged Other

Reason for Damage: VL,M

F-FE

SEPTEMBER 1995




MILGI20U2 MWL T IWYIVV G Tad

BUILDING INSPECTION SUMMARY SHEET

Building: FEDERAL BUILDING

Address: 517 GOLD, ALBUQUERQUE, NEW MEXICC

Area

Area

Area

GSA Bidg. No. NM0024ZZ

Date of Inspection: 09-13-95

boss
Homaogeneous Area No. =/ Functional Space No. /
Category of ACM: - Surfacing Thermal System Insulation L Misceflanecus
Type of Asbestos: L~ Chrysotile ___ Amcsite - Orner____"_
Parcant Asbestes: -5
Amount of ACM: /3D
Friable. Yes " No
Material Assessment: \~Z___ No Damage _____Damaged Other
Reason for Damage. [?///4
L)
Homogenscus Area No. =2/ Functional Spacs No. /
Category of ACM: — Surfacing Thermnal System Insulation  ___t—Miscellanscus
Type of Asbestcs: _\"Chrysotile ____ Amcsits __ _Cther_____
Percant Asbestos: 3-5
Amount of ACM. / g0
Friabie: ___VYes _t—No
Material Assassment: _“"No Damage _____Oamaged Other
Reason for Damage: Vl/l/ A
Lo/
Homogensecus Arsa No. =2/ Functional Spacs No. /
Category of ACM: —_ Surfacing Thermal Systemn Insulation _Y“"Miscsllanecus
Type of Asbestos: _Y—Thrysatile ____ Amasits ____OCther ___
Percent Asbestos: 3-5_%
Amcunt of ACM: Z&O
Friabie: ___Yes _No
Marzriai Assessment:  __“"No Damage ____Darmaged Other
Reason for Damage: V‘—/A
F—' g3F? SEPTEMBER 1995




Asbestos Audit - NM0024ZZ

BUILDING INSPECTION SUMMARY SHEET

Building: FEDERAL BUILDING

Address: 517 GOLD, ALBUQUERQUE, NEW MEXICO

Area bo2 b

GSA Bldg. No. NM00242ZZ

Date of Inspection: 09-13-95

Homogeneous Area No. X/ Functional Space No. /
Category of ACM: ___Surfacing _____ Thermal System Insulation  \— Miscellaneous
Type of Asbesios: L~ Chrysctile ___ Amosite —_— Other_;
Percent Asbestcs: I-S%
Amount of ACM: /8D
Friable: —__VYes Z No
Material Assessment: \—___ No Damage _____Damaged Other
Reason for Damage: /'2/,/4
Area & L2 9[
Homogeneous Area No. poyi Functional Space No. /
Category of ACM: ____ Surfacing ____ Thermal System Insulation  __l—Miscellanecus
Type of Asbestos: _Y"Chrysotile Amosite — Other ___
Percent Asbestos: 3-5
Amount of ACM: /5D
Friable: — Yes _t—No
Material Assessment: __“"No Damage _____Damaged Other
Reason for Damage: /’l// A
Arsa & 9/)4’
Homogensous Area No. 2/ Functional Space No. /
Category of ACM: ___ Surfacing ____ Thermal System Insulation _‘: Miscellaneous
Type of Asbestos: __YThrysctile ____ Amosite _____Other_____
Percent Asbestos: 3-5h
Amount of ACM: / X 0
Friable: ___Yes _‘-4\10
Materiai Assessment: __ =No Damage ____Damaged Other

Reason for Damage: /L,/ﬁ

F- 280

SEPTEMBER 1995




Area

Area

Arsa

AMIUESLUS AUUIL = IVIVIUUVL TLL

BUILDING INSPECTION SUMMARY SHEET

Building: FEDERAL BUILDING

Acddress: 517 GOLD, ALBUQUERQUE, NEW MEXICQ

GSA Bldg. No. NM00242Z

Date of Inspection: 09-13-G5

& F 32

Homogeneous Area No. X/ Functcnal Space Noe. /
Category of ACM: ____ Surfacing _____ Thermnal System Insulation =~ \—— Miscellaneous
Type of Astestas: L~ Chrysctile _____ Amosite —_— Other__;
Percent Asbestes. -5
Amount of ACM: SSD
Friabie: _____Yes Z No
Material Assessment: \~—__ NoDamage ___ _Damagsd Other
Reason for Damage: ﬁz//%}

C/2 2
Homogsnecus Area Na. =2/ Functicnal Space No. /
Categcry of ACM: — Surfacing _____ Thermal System Insulaticn  __~Miscsilaneous
Type of Astestos: _—Chrysotile ____ Amcsite ____Cther_____
Percent Asbestos: 3-5Y
Amcunt of ACM: /20
Friable: ____VYes _t—Nc
Matarial Assessment: __“"Nc Damage ___Damaged Other
Aeascn for Damage: Vl// A

G/
~Homogeneous Area No. =/ Functicnal Space Na. /
Category of ACM: — . Surfacing _____ Thermal System Insulation __V_ Miscellaneous
Type of Asbestos: _Y"Chrysctile _____ Amosits . _Other____
Parcent Asbestos: 3-5%
Amacunt of ACM:; L£0
Friable: . Yes —No
Material Assessment: __ o Damage ___Damaged COther

Reason for Damage: I’L’/A

== ¥/

SEPTEMBER 1995




Building: FEDERAL BUILDING

Address: 517 GOLD, ALBUQUERQUE, NEW MEXICO

Area

Area

Area

Asbestos Audit - NM00242Z

BUILDING INSPECTION SUMMARY SHEET

Lsf

GSA Bidg. No. NM00242Z

Date of Inspection: 09-13-95

/

Homogeneous Area No. X/ Functional Space Ne.
Category of ACM: —__Surfacing ____ Thermal System Insulation
Type of Asbestos: =" Chrysotile __ Amosite

Percent Asbestos: -5

Amount of ACM: yAW2)

Friable: —_VYes l No

Material Assessment: \~___ No Damage ____Damaged Other

— Miscellaneous

Other ___

Reason for Darnage: /'L«/A

Ll/D
Homogeneous Area No. =2/ Functional Space No. /
Category of ACM: — . Surfacing _____ Thermal System Insulation __‘~Miscsllaneous
Type of Astestos: _\—"Chrysotile . ____ Amosite —___Other_____
Percent Asbestos: 3-5 Y
Amount of ACM: yAYs)
Friable: ______Yes _t—No
Material Assessment: __Y“"No Damage _____Damaged Cther
Reason for Damage: Vl/’//‘i

/(D

Homeogenecus Area No. =2/ Functional Space No. /
Category of ACM: — Surfacihg _____ Thermal System Insulation _“"Miscellanecus
Type of Asbestos. __YThrysatile _____ Amosite ___ OCther_____
Parcent Asbestos: 3-5h
Amount of ACM: / 57 D
Friable: ____VYes _<No
Material Assessment: ___“No Damage Damaged Other

Reason for Damage: VL/ A

-5

SEPTEMBER 1995




Building: FEDERAL BUILDING

Address:

Area

Area

AsDestos Audil = NMUULFLL

BUILDING INSPECTION SUMMARY SHEET.

517 GOLD, ALBUQUERQUE, NEW MEXICO

& /08

GSA Blag. No. NM00242Z

Date of Inspection: 09-13-95

=/

Funcidonal Space No.

/

Hecmoegenecus Area No.

Category of ACM: Surfacing ____ Thermal System Insulaticn L=~ Miscellanecus
Type of Asceslos: X~ Chrysatile _____ Amosita —_— Orher_;
Percent Asbastos: -5
Amount of ACM: /SD
Friable: ___Yas w7 No
Matarial Assessment: \=Z___ Nc Damage _____Damaged Other
Reasocn for Damage: /l/,/é

b/ Ob
Homogeneous Area Na. =2/ Functional Spacs No. /
Category of ACM: . Surfacing ____ Thermal System Insulaticn  __t—Miscellanecus
Type of Astestos: _Y“"Chrysctile ____ Amosite ___ _Ctrer___
Psrcent Astestos: 3-5%
Amount of ACM: /80
Fratbie: —___Yes =—No
Material Assassmant: __“"NcDamage ____Damagad Cther
Reascn for Damags: Vl// A

L /OR

Homogenscus Area No. =/ Functicnal Scace No. /
Catagory of ACM: ——_ Surfacing _____ Thermal Syscarm Insulaticn _{ Miscalianeous
Type of Asbastos: __YChrysctile ____ Amasite ___ _Cther_____
Percent Askestos: 3-5%
Amcunt af ACM: 4749 O
Friabie: ____Yes _<~"No
Matarial Assessment:  __“"Nc Damage _____Damaged Other

Aeason for Damage: /_L//ﬂ

SEPTEMBER 1995




Building: FEDERAL BUILDING

Address: 517 GOLD, ALBUQUERQUE, NEW MEXICO

Area

Area

Area

Asbestos Audit - NM0024Z2Z

BUILDING INSPECTION SUMMARY SHEET

GSA Bldg. No. NM00242Z

Date of Inspection: 09-13-95

loO2 C
Homogeneous Area No. =/ Functional Space No. /
Category of ACM: ____Surfacing ____ Thermal System Insulaticn " Miscallaneous
Type of Asbestos: L~ Chrysotile ____ Amosite - Other____;
Percent Asbestos: -5
Amount of ACM: J °o
Friable: —__VYes l No
Material Assessment: \~—___ No Damage Damaged Other
Reason for Damage: [L/A-
boa2
Homogensous Araa No. =2/ Functional Space No. Z
Category of ACM: ____ Surfacing _____ Thermal System Insulation  __Y—Misceilaneous
Type of Asbesios: _\—"Chrysoatile Amosite — _Other_____
Percent Asbestos: 3-5 %
Amount of ACM: /50
Friable:  Yes _—No
Material Asssssment: __“"No Damage ____Damaged Other
Reason for Damage: l/‘l/,/ A
& LI
Homogenegous Area No. =/ Functional Space No. /
Category of ACM: ____ Surfacing ___._ Thermal System Insulation ___{ Miscellaneous
Type of Asbestos: _ Y“Thrysotile ____ Amosite . _Cther_____
Percent Asbestos: 3-5
Amount of ACM: /XO
Friable: —_Yes _<“No
Materiafi Assessment: ___“TNo Damage ____Damaged Other

Reason for Damage: I’L,Aq

F-88%

SEPTEMBER 1995




Building: FEDERAL BUILDING

Address. 5§17 GOLD, ALBUQUERQUE, NEW MEXICQ

Area

Area

Area

4 Vet " o N d S TR TR T TN N o ¥ el

BUILDING INSPECTION SUMMARY SHEET

¢S

GSA Bidg. No. NMC024ZZ

Date of Inspection: 09-13-95

Homegeneous Araa No. X/ Functional Space No. /
Categery of ACM: ___ Surfacing ____ Thermmal System Insulation  \— Misceilaneous
Type cf Astesics: L~ Chrysotile ____ Amocsita - Cther_____
Pearcent Asbestos: -5
Amount of ACM. / oQ 2
Friatle: . Yes W Ne
Matsrial Assessment: \~~__ No Damage ____Damaged Other
Reascn for Damage: ﬁ///}
Lo 3
Homogsnsous Araa No. =2/ Functional Spacs No. /
Catagory of ACM: —_ Surfacing Thermal System Insulation  __t—Miscellanecus
Type cf Asbastos: _\~"Chrysctile ____ Amocsite —_Other_____
Percent Asbestos: -5
Amount of ACM: /80
Friable: Yes _t—No
Materizl Assessment: __“"Nc Damage —_Damaged Cther
Reascn for Damage. VZ/I/ A
L SoL
Heomogensous Area No. =2/ Functional Space No. /
Category of ACM: Surfacing ____ Therrnal System insulaticn _‘{ Miscellaneous
Toe of Askestes: _ —"TChrysctile ____ Amcsits . Cther ____
Parcent Astestos: 3-5%
Amount of ACM: /50
Friabte: — Yes )
Material Assessment: __=TNo Damage _____Damaged Cther

Reason for Damage: I’L‘/ A

F-57S5

SEPTEMBER 1395




Building: FEDERAL BUILDING

Address: 517 GOLD, ALBUQUERQUE, NEW MEXICO

Area

Area

Area

Asbestos Audit - NM00242Z27

BUILDING INSPECTION SUMMARY SHEET

GSA Bidg. No. NM00242Z

Date of Inspection; 09-13-95

L foF
Homogeneous Area No. =/ Functional Space No. /
Category of ACM: — Surfacing ____ Thermal System Insulation = -~ Miscellaﬁaous
Type of Asbestos: " Chrysotile Amosite —_ Other___';
Percent Asbestos: >3
Amount of ACM: / f 0
Friable: __ VYes Z No
Material Assessment: \~~___ No Damage Damaged Other
Reascn for Damags: /l////}
406
Heomogeneous Area No. =2/ Functional Spacs Noe. /
Category of ACM: - Surfacing ____ Thermal System Insulation  __\—Miscellanecus
Type of Asbestos: _\—"Chrysotile Amesite ___Cther______
Percent Astestos: 3-S5 %
Amount of ACM: 00
Friable: . Yes _t—No
Material Assessment: __“"No Damage ____[Damaged Other
Reason for Damage: Vl/lLﬁ
2/
Homogeneous Area No. 2/ Functional Space No. /
Category of ACM: ____Surfacing ____ Thermal System Insulaticn — _“~"Miscellaneous
Type of Asbestas: __YChrysotile ____ Amosite ____Other____
Percent Asbestos: 3-5%
Amount of ACM: oo
Friable: ____VYes ;/No
Material Assessment: ___“—NoDamage ____Damaged Other

Reason for Damage: VL’/A

~-§7¢

SEPTEMBER 1995




BUILDING INSPECTION SUMMARY SHEET

GSA Bldg. No. NMC0242Z

Building.: FEDERAL BUILDING
Addraess: 517 GOLD, ALBUQUERQUE, NEW MEXICQO Date of Inspection: 09-13-35
Area (06 A
Homegeneous Area No. =/ Functonal Space No. /
Categery of ACM: _____Surfacing ___ Themmal Systam insulaticn = A\ Miscailanecus
Tyoe cof Asbestos: L~ Chrysctile ___ Amosite —_— Cther__;
Fsrcent Asbastos: -5
Amount of ACM: /20
Friable: ____Yes l No
Material Assessment. \~~___No Damage _____Damaged Cther
Reason for Darmage: ﬁ«//A
Area Lo
Hormogenscus Araa No. =/ Functional Space Ne. /
Category of ACM: o Surtacing Thermal System Insulation  __t—Misceilansous
Type of Asbastos: _“"Chrysctile ____ Amosita — Cther____.
Percent Astestos: 35
Amount of ACM: L 20
Fragie: —__Yes t—Nc
Matearial Assessment: __“"No Damage — . DPamaged Cther
Raascn for Damage: M/’/ A
Area bt 2
Hcmogeneous Area No. =/ Functional Spacs No. /
Caragory of ACM: —_ Surfacing _____ Thermnal Systam Insulation _%Wiscellaneous
Type of Asbestos:! _YChrysctile _____ Amosite . Other_____

Farcant Assastos 2-5%
Amount of ACM: /50
Frakble: Yas “No

Material Assessment: —Nc Damage Camaged Cther

Reason for Damage: /L/ A

F-8F7

SEPTEMBER 1395




Asbestos Audit - NM0O024Z2Z

BUILDING INSPECTION SUMMARY SHEET

Building: FEDERAL BUILDING

Address: 517 GOLD, ALBUQUERQUE, NEW MEXICO

GSA Bidg. No. NM00242Z

Date of inspection: 09-13-95

Area é ’7[/ é
Homogeneous Area No. =/ Functional Space No. /
Category of ACM: Surfacing _____ Thermal System Insulation L Miscellanecus
Type of Asbestos: A" Chrysotile _ Amosite - Other;
Percent Asbestos: I-ST
Amount of ACM:; /50
Friable. ___Yes _Lé No
Material Assessment: \~"__ NoDamage ____Damaged Other
Reason for Damage: /b//A
Area Q L ‘/7!
Hormogeneous Area No. =2/ Functional Space No. /
Category of ACM: - Surfacing Thermnal System Insulation  __—Miscsllaneous
Type of Asbestos: _\—"Chrysotile ___ Amosite . Other_____
Percent Asbestos: 2-5
Amount of ACM: =0
Friable: ___Yes _t—No
Material Assessment: __“"No Damage ____Damaged Other
Reason for Damage: n/,/ A
Area e L0
Homogeneous Area No. 2/ Functional Space No. /
Category of ACM: . Surfacing ____ Thermal System Insulation _“"Miscellaneous
Type of Asbestos: __YChrysotile _____ Amosite ____Cther____
Percent Asbestos: 3-5%
Amount of ACM: /FO
Friable: ____Yes _<No
Material Assessment: __=TNo Damage ______Damaged Cther

Reason for Damage: /L/ A

F-&%8

SEPTEMBER 1995




Building: FEDEAAL BUILDING

Address: 517 GOLD, ALBUQUERQUE, NEW MEXICO

Area

Area

Area

Asbestos Audit - NM0024Z7Z

BUILDING INSPECTION SUMMARY SHEET

GSA Bldg. No. NMCO242Z

Date of Inspection: 09-13-95

&3/7
Homogenecus Area No. =2/ Functonal Space No. /
Category of ACM: —__ Surfacing ____ Thermal System insulation A\~ Miscellanecus
Type of Asbestos. A~ Chryscotile ____ Amosite —_ Other_;
Percent Asbastes: -5,
Amount of ACM: JFO
Friable. ____Yss l No
Matarial Assessment: \—~__ No Damage ____ Damaged Cther
Reascn for Damage: /LI/A
b 22 2
Homegenecus Araa No. 2/ Functicnal Spacs No. /
Catagory of ACM: —_ Surfacing ____ Thermal System Insulaticn  __t—Miscellanecus
Type of Asbastos: _\“—"Chrysatile ____ Amcsitz . Qther ____
Pzrcent Astestos: 3-5
Amount of ACM: 1£0
Fracbie: —_Yes _t—No
Material Assessment: _“"NcDamage ____Lamagad Cther

Reason for Oamage: VI/'L A

AN
Homegeneous Area No. =2/ Functicnal Space No. /
Categery of ACM: __Surfacing _____ Thermal System Insulaticn ___%Wscellaneous
Type cf Asbestos: _YThrysotile _____ Amcsite ____Cther_____
Parcent Asbestos: 3-5%
Amount of ACM: 250
Frable: - VYes __ﬂo
Materiai Assessment: __“Nc Damage ____ Damaged Cther

Reascr for Damage: rL/A
T

587

SEPTEMBER 1995




Building: FEDERAL BUILDING

Address: 517 GOLD, ALBUQUERQUE, NEW MEXICO

Area

Area

Area

Asbestos Audit - NM0024ZZ

BUILDING INSPECTION SUMMARY SHEET

GSA Bidg. No. NM00242Z

Date of Inspection: 09-13-95

/A4
Homogeneous Area No. =/ Functional Space No. /
Category of ACM: —__ Surfacing ____ Thermal System Insulation =\ Miscsallanecus
Type of Ashestos: A~ Chrysatile Amosite - Other__;
Percent Asbestos: -5
Amount of ACM: /Fo
Friable. . VYes  No
Material Assessment: \=___ No Damage Damaged Other
Reason for Damage: /Z///A
LSS 2
Homogeneous Area No. =2/ Functional Space No. /
Category of ACM: . Surfacing _____ Thermal System Insulaticn  _t—Miscellanecus
Type of Asbastos: _\"Chrysatile ____ Amosits ____Other___
Percent Asbestos: 2=-5%
Amaunt of ACM: /80
Friable: __ Yes _—No
Material Assessment; _“"No Damage ____Damaged Other
Reasen for Damage: Vl// A
& LSS
Homogenecus Area No. 2/ Functional Space No. /
Category of ACM: ___ Surfacing ____ Thermmnal System Insulation __‘/ Miscellaneous
Type of Asbestos: _ L TChrysotile _____ Amosite ___ Other_____
Psrcent Asbestos: 3-5h
Amount of ACM: /SO
Friable: ____Yes <~ No
Material Assessment:  ___“"No Damage _____Damaged Other

Reason for Damage: I’L’/A

F-§92

SEPTEMBER 13995




Address:

Area

Area

Area

Building:

Asbestos Audit - NMC024ZZ

BUILDING INSPECTION SUMMARY SHEET

FEDERAL BUILDING

GSA Bldg. No. NM00242Z

Date of Inspection: 05-13-95

517 GOLD, ALBUQUERQUE, NEW MEXICC

L¢3
Hemogeneous Area No. =/ Functional Space No. /
Category of ACM. - Surfacing ____ Themal System Insulation " Miscallansous
Type of Asbestos: " Chrysotile ____ Amosite — Orher_;
Percent Asbestos: -5
Amount of ACM: 200
Friable: —__Yes _L/_ Ne
Matsrial Assessment: \~—_ NoDamags ____Damaged Other
Reason for Damage: /L//A

b 435
Homegeneous Arsa No. 2/ Functcnal Space Ne. /
Catagery of ACM. —— Surfacing _____ Themmal System Insulation  _t—Miscsllansous
Type of Asbesios: _“—""Chrysctile _____ Amosite . _Other_____
Parcant Astestos: -5
Amcunt of ACM: /35
Friabie: __Yes _t—No
Matsrial Asssssment: __“"No Damage ____Damaged Other
Reason for Damage: Vl/,//’?

b AR2T7
Homogensous Area No. =2/ Functional Space No. /
Caregory of ACM: —_Surfacing _____ Themmal System Insulaticn _"ﬂ\/ﬁsce/laneous
Type of Asbestos: _Y“Thrysatile ____ Amosite ___ Other___
Percent Asbestos: 3-5%
Amount of ACM: =2 Lo
Friable: ____Yes _g\lo
Materiai Assessment: o Damage _____Damaged Other
Reason for Camage: /L,/ A

F-57/ SEPTEMBER 1995




Asbestos Audit - NM00242Z

BUILDING INSPECTION SUMMARY SHEET

Building: FEDERAL BUILDING GSA Bldg. No. NMC024ZZ
Address: 517 GOLD, ALBUQUERQUE, NEW MEXICO Date of Inspection: 09-13-95
Area Ll DT
Hemogeneous Area No. X/ Functional Space No. /
Category of ACM: ____Surfacing ____ Thermal System Insulation  \— Miscellaneous
Type of Asbestos: Y~ Chrysctile _ Amosite _ Other__;
Percent Asbestos: 5%
Amount of ACM: LSO
Friable: ___ Yes v Ne
Material Assessment: \~~__ NoDamage ____Damaged Cther
Reason for Damage: [1/7/4
Area Lel29A
Homogenecus Area No. =2/ Functional Space No. /
Category of ACM: ____ Surfacing _____ Thermal System Insulation  __\~Miscallaneous
Type of Asbestos: _Y“"Chrysctile ____ Amosite ___ Cther_____
ercent Asbestos: 3-S5
Amount of ACM: ;JO
Friable: ____Yes _t—No
Material Assessment: __“"No Damage _____Damaged Other
Reason for Damags: VY// A
Area ¢ SIS
Homogeneous Area No. 2/ Functional Space No. /
Category of ACM: ___ Surfacing ____ Thermal System Insulation lj\/ﬁscellaneous
Type of Asbestos: Y TChrysotile ____ Amosite _ Cther____
Percent Asbestos: 3-5%
Amount of ACM: /¥0
Friable: ____Yes ___‘-__/ No
Material Assessment:  __“"No Damage _____Damaged Other

Reason for Damage: I’L/A

F-772- SEPTEMBER 1995




Asbestos Audit - NM0O0242Z

BUILDING INSPECTION SUMMARY SHEET

Building: FEDERAL BUILDING

Address: 517 GOLD, ALBUQUERQUE, NEW MEXICO

GSA Bldg. No. NM0024ZZ

Date of inspection: 09-13-95

Area Z0/9
Homegeneous Area Ne. =/ Functicnal Spaca No. ?
Category of ACM: Surfacing _____ Thermal System Insulaticn " Miscsilangous
Type of Asbestos: L Chrysotile ____ Amoéita —_ Orhar____;
Percent Asbestos. I-S
Amount of ACM: SO
Friable: —__VYes " No
Material Assassment: \~___ No Damags _____Damaged Other
Reascn for Damage: Ag//—l
Area ZoosS” Zl
Homaganecus Area No. =2/ Functonal Space No. 20

Category of ACM: — Surfacing ____ Themnal System Insulaticn  __—Miscsllaneous
Type of Asbesios: " Chrysotilsa ____ Amocsits __ Cther ____
Psrcent Asbestos: 3-S5
Amcunt of ACM: 2%
Friable: ___Yes _t—No
Material Assessment: __Y"Nec Damage _____Damaged Cther
Reascn for Damage. VT/]/ A
Area Z o 3
Homegensecus Arsa No. =2/ Functicnal Space No. o,
Catagory of ACM: - Surfacing ____ Thermal System Insulaticn 5\«liscellaneous
Type of Asbsstcs: Y TChrysotile _____ Amosits ____ Cther____
Percent Asbestos: ?“5.%
Amacunt of ACM: / & 0
Friatle . Yas —No
Matzriai Assessment: __=No Damage ___ Darmagad Cther

Reason for Damage: n/a
L4

F-573

SEPTEMBER 1995




Building: FEDERAL BUILDING

Address: 517 GOLD, ALBUQUERQUE, NEW MEXICO

Area

Area

Area

Asbestos Audit - NM00242ZZ

BUILDING INSPECTION SUMMARY SHEET

GSA Bldg. No. NM0024ZZ

Date of Inspection: 09-13-95

“FoaF 6
Homogeneous Area No. 2/ Functional Space No. =
Category of ACM: - Surfacing ____ Thermal System Insulaticn  \— Miscellangous
Type of Asbestos: L~ Chrysctile ___ Amoéire —_— Other___;
Percent Asbestos: -5
Amount of ACM: S0
Friable: ____Yes z Ne
Material Assessment: \=—___ No Damage ____Damaged Other
Reason for Damage: [L//A
ZFYSS
Homogenecus Area No. poyi Functional Space No. <
Category of ACM: _____Surfacing ____ Thermal System Insulation  __\~Misceilaneous
Type of Asbestos: __“"Chrysatile Amosite _____Other____
Percant Asbestos: 3-5
Amount of ACM: /&0
Friable. . _Yes _t—No
Material Assessment: __“"No Damage _____Damaged COther
Reason for Damage: /7// A
FL a3
Homogeneous Area No. po) / Functional Space No. -
Category of ACM: __ Surfacing _____ Thermal System Insulation _E—"Miscellaneous
Type of Asbastos: __Y“—Thrysotile ____ Amosite —__Other ____
Parcent Asbestos: 3-5%
Amount of ACM: /150
Friabie: _____Yes ___*—_/No
Material Assassment: __~No Damage ___Damaged Other

Reason for Damage: /L{/ A

- i 74

SEPTEMBER 1995




Asbestos Audit - NM0O024ZZ

BUILDING INSPECTION SUMMARY SHEET

GSA Bidg. No. NM00242Z

Building: FEDEAAL BUILDING
Addrass: 517 GOLD, ALBUQUERQUE, NEW MEXICO Date of Inspection.: 09-13-35
Area F
Homogeneous Area No. =/ Functional Space No. /
Categery of ACM: Surfacing _____ Thermal System Insulation L Miscellanscus
Type of Asbestcs: " Chrysotile ____ Amosite — Other__;
Percent Asbestos: -5
Amount of ACM: Ft oo
Friable: —___Yes " No
Matarial Assessment: \—__ No Darmage _____Damaged Other
Reasan for Damage: &fZA
Area ZUI2A
Homogenscous Arsa No. =2/ Functicnal Spacs No. /
Catsgory cf ACM: Surfacing _____ Thermal System Insulaticn  __4~Miscsllansous
Type of Asbestos: _""Chrysctile ____ Amcsite — _Cther_____
Parcent Assestos: 3-5%
Amount of ACM: 200
Frizble. ___Yes _t—No
Ma refia/ Assessment: _ “"NoDamage ____Damaged Qther
Reascn for Damage: M/I[A
Aresa F L/ R
Hcmogeneous Area No. =2/ Functicnal Scace No. /
Catagery of ACM: ____Surfacing ____ Thermal System Insulaticn —_~"Miscellanecus
Type of Astestcs: _YThrysctile _____ Amosits ____Cther_____
Parcent Asbestcs: 3-5H
Amicunt of ACM: /2o
Fratie. Yes —"No

Materiai Assassment:

Reascn for Damage:

—RNo Damage Damaged Other

n/Aa

573

SEPTEMBER 1995




Building: FEDERAL BUILDING

Address.: 517 GOLD, ALBUQUERQUE, NEW MEXICO

Area

Area

Area

FHi2A,

Asbestos Audit - NMO024ZZ

BUILDING INSPECTION SUMMARY SHEET

GSA Bidg. No. NM00242Z

Date of Inspection: 09-13-95

Homogeneous Area No.
Category of ACM:

Type of Asbestos:
Percent Asbestos:
Amount of ACM:
Friable:

Material Assessment:

X/ Functional Space No. /
___ Surfacing ____ Thermal System Insulaticn =~ A\ Miscellanecus
L~ Chrysotile ___ Amosite - Other;
-5
/20
_% No
L~ NoDamage Damaged Cther

Reason for Damage: /?///4

34,2 D

Homogeneous Area No.
Category of ACM:

Type of Asbestos:
Percent Astestos:
Amount of ACM:
Friable. -

Material Assessment:

poyi Functional Space No. /
—_Surfacing ____ Thermal System Insulation  _~Miscellaneous
_\"Chrysotila ___ Amosite — Other ___
2-5%
/3o
_t—No
__~"No Damage ____Damaged Other

Reason for Damage: V’/,/ A

F4/2 E

Homogenecus Area No.

Caregory of ACM:
Type of Asbestos:
Percent Asbestos:
Amount of ACM:
Friable:

Material Assessment:

Reason for Damage: /L'/A

2/ 'Functional Space No. /
—_Surfacing ____ Thermal System Insulation _“"Miscsilaneous
__YThrysctile ___ Amosite ____ OCther_____

3-5 T
/0
_No
__~FoDamage ____Damaged Other

/m-57¢ SEPTEMBER 1995




Asbestos Audit - NM0024ZZ

BUILDING INSPECTION SUMMARY SHEET

Building: FZDERAL BUILDING GSA Bldg. No. NMC024ZZ
Address. 517 GOLD, ALBUQUERQUE, NEW MEXICO Date of Inspection: 09-13-65
Arsa ?“‘7[/,.2 Yl
Hcmogenecus Area Na. =/ Functional Space Nc. /
Categery of ACM: —._ Surfacing _____ Thermal System Insulation ‘" Miscsllansous
Type of Astestos: L~ Chrysotile ____ Amosits — Orher;
Percent Asbestcs: -5
Amount of ACM: /00
Friable: ___Yes Z No
Material Assessment: \—___ No Damage ____Damaged Cther
Reason for Damage: /L///-?-
Area e JI2&
Hermegeneous Area No. =2/ Functional Spacs MNo. /
Catsgory of ACM: — Surtacing _____ Thermal System Insulaticn L~Miscallangous
Type of Astasics: _M"Chrysctile ____ Amocsite ____Cther____
Psrcent Asbestos: 35
Amcunt of ACM: /00
Friabie: __ Yes _t—No
Matsrial Assessment: _“"No Damage ____Oamaged Other
Reascn for Damage: VZ/T/ A
Arsa 7o 5
Hcmegenecus Area No. 2/ Functcnal Space Ne. /
Category of ACM: —__Surfacing ____ Thermal Systam Insulaticn  _~"Miscellanecus
Type of Asbesics: _Y—Chrysatile ____ Amosite _____Cther_____
Parcent Astestos: 3-35 2
Amount of ACM: 250
Friable: Yes —No

Matariai Assassment: o Damage Damaged Other

Reascn for Damage: /A

[m=- 877

SEPTEMBER 1995




Building: FEDERAL BUILDING

Address: 517 GOLD, ALBUQUERQUE, NEW MEXICO

Area

Area

Area

Asbestos Audit ~- NM002422Z

BUILDING INSPECTION SUMMARY SHEET

GSA Bidg. No. NM00242Z

Date of Inspection: 09-13-95

FooS A
Homogeneous Area No. =/ Functional Space No. /
Category of ACM: —._ Surfacing ____ Thermal System Insulation = " Miscallaneous
Type of Asbestos: " Chrysotile ____ Amosite — Other;
Percent Asbestos: >S5
Amount of ACM: /20
Friable: ____VYes v No
Material Assessment: \~~__NoDamage ____ Damaged Other
Reason for Damage: /L///A
22
Homogeneous Area No. =2/ Functional Space No. /
Category of ACM: . Surfacing ____ Thermal System insulation _~Miscellaneous
Type cf Asbestos: _\~"Chrysatile Amosite . Other_____
srcent Asbestos: 3-5%
Amount of ACM: /00
Friable: _ Yes _—No
Material Assassment: __“"No Damage ____ Damaged Other
Reason for Damage: Vl// A
4o 3
Homogeneous Area No. 2/ Functional Space No. /
Category of ACM: _____Surfacing ____ Thermal System Insulation _“"Miscellaneous
Type of Asbestos: __Y~Thrysotile ____ Amosite _____Cther____
Percent Asbestos: 3-5%
Amount of ACM: 7o
Friable: __ Yes ;/ No
Material Assassment: T Damage ____Damaged Cther

Reason for Damage: VL/A

F-P75

SEPTEMBER 1995




Building: FEDERAL BUILDING

Address: 517 GOLD, ALBUQUERQUE, NEWW MEXICO

Area

Area

Area

Asbestos Audit - NMO0Z24ZZ

BUILDING INSPECTION SUMMARY SHEET

2023 A

GSA 8icg. No. NM00242Z

Date of Inspection: 08-13-95

Vi

Homegeneous Area No. =/ Functional Space No.
Category of ACM: - Surfacing _____ Thermal System Insulation
Type of Asbestos: A~ Chrysotile ___ Amacsite

Percent Asbestos: -5,

Amount of ACM: /e

Friable: ____Yes __L{_ No

Material Assessment: \~~___ No Damage ____Damaged Other

_— Miscsllanecus

- Orher;

Reascn for Damage: /L//-l

P03

Hemogenscus Araa Ne. =2/ Functional Space Ne. /
Category of ACM: — Surfacing ____ Thermal Systern Insulaticn  _~Misceillanscus
Type of Asbestos: _M""Chrysotile _____ Amocsite — Cther_____
Percent Asbestcs: 3-5%
Amount of ACM: /2op
Friabie: __ Yes _t—No
Material Assessment: __¥"Nc Damage ____Damaged Other
Reason for Damage: V?// A
Zo/FA
Homegeneous Arsa No. =2/ Functional Space No. /
Category of ACM: —__ Surfacing _____ Thérmal Systern Insulation _“~"Miscellanecus
Type of Astestos: _Y“"Chrysatile _____ Amosite . Other____
Parcent Asbestos: 3~-5%
Amount of ACM: /00
Friable: _____Yes “—No
Material Assessment:  ___“No Damage ____Damaged Other

Reason for Damage: _ /L, / A

~-8&97

SEPTEMBER 1995




Buiiding: FEDERAL BUILDING

Address: 517 GOLD, ALBUQUERQUE, NEW MEXICO

Area

Area

Area

Asbestos Audit - NM0024ZZ

BUILDING INSPECTION SUMMARY SHEET

Zo 33

GSA Bldg. No. NM00242Z

Date of Inspection: 09-13-95

/

Homogeneous Area No. X/ Functional Space No.
Category of ACM: —__ Surfacing ____ Thermal System Insulation
Type of Asbestos: L~ Chrysotile ___ Amosite

Percent Asbestos: -5

Amount of ACM: L3S0

Friable: ____VYes Z No

Material Assessment. \=—___ No Damage ____Damaged Other

L— Miscellansous

Cther '

Reason for Damage: /l////-}

Z039
Homogeneous Area No. =2/ Functional Space No. /
Category of ACM: . Surfacing ____ Thermal System Insulation  __t—~Miscellaneocus
Type of Asbestos: _\“""Chrysotile Amosite — Other_____
Percent Asbestos: 3-5 %
Amount of ACM: K00
Friable: —_ Yes _t— No
Material Assessment: _Y"NoDamage ____Damaged Other
Reason for Damage: Vl// A

ZoIS

Homogenecus Area No. 2/ Functional Space No. /
Categoery of ACM: ___ . Surfacing ____ Themal System Insulation _L"Miscellaneous
Type of Asbestos: _YTChrysotile ____ Amosite __ OCther_____
Pearcent Asbestos: 3-5h
Amount of ACM: & 00
Friable: ___ _Yes _@Jo
Material Assessment: __vTNo Damage ___Damaged Other

Reason for Damage: VL,/ A

- 900

SEPTEMBER 1995






